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PAVEMENT, SEE NOTE 2, TYP
REMOVE HMA

3 AND 4, TYP
PAVEMENT, SEE NOTES 2 
REMOVE HMA

 
 
over 8" AB (Class 2).
4.  Existing HMA pavement section is 4" HMA (Type B)
information.
new electrical systems.  Refer to EE sheets for further 
3. Remove existing HMA pavement to accommodate
SS sheets for further information.
new wastewater treatment system and leachfield.  Refer to 
2.  Remove existing HMA pavement to accommodate 
SS sheets for further information.
of washrack to accommodate new washrack. Refer to
1.  Remove existing HMA pavement in area 
 
Note:
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and extent of new work.

Notes:

where existing HMA has been removed. Refer 

over 8" AB (Class 2) thickness.

W/CONC PAD
ENCLOSURE (8’X6’) 

 
PATCH, TYP
ASPHALT OVER AB 
AREA OF HOT MIX 
APPROXIMATE 

 
PATCH, TYP
MIX ASPHALT OVER AB 
APPROXIMATE AREA OF HOT

 
PATCH, TYP
MIX ASPHALT OVER AB
APPROXIMATE AREA OF HOT

(E) FENCE

3.  Hot mix asphalt section to match existing 4" HMA (Type B)

2.  Provide hot mix asphalt (Type A) over AB (Class 2) patch 
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 Accessibility Notes

(Items 1 thru 5 are for information only)

1. Per 2013 CBC Sec.11B-206.2.1 Exception 2, Pedestrian Path of Travel (POT) 
is not required between site arrival point and the new washrack, as the only means 

2. Per 2013 CBC Sec.11B-206.2.2 Exception, POT is not required between the 

the only means of access to the new washrack is vehicular ways not providing 
pedestrian access.      

3. POT between the new washrack and new equipment enclosure is provided 
via the 60 inches x 60 inches clear level area between the two structures.

4. The interior areas of the new washrack and new equipment enclosure are 
fully accessible, except for the sediment pit, which is exempt as stated in 
Item 5 below. 
 
5. Refer to Standard Exemption document on file for applicable elements 
exempt from access compliance.

(Items 6 and 7 are for the Contractor)

6. Door at the new equipment enclosure must have clear level areas on both 

and in the direction opposite door swing must be Min. 48 inches deep x 36 inches

7. Any level change at such doorway, including threshold thickness, and any 
level change between clear level area and the new wash rack interior slab must 

3-2-2015

9 56

of access to the new bldg is a vehicular way not providing pedestrian access. 

new washrack and existing accessible bldgs/ facilities/ elements on site as 

sides of doors W/Max 1.5% slope in any direction.   Clear level area at door 
front approach in the direction of door swing must be Min 60 inches deep x 60 
inches wide (including Min 24 inches pass door strike edge) on the exterior side, 

wide on the interior side.

be Max 1/2 inch W/Max 1:2 slope.  Level change not exceeding 1/4 inch may be vertical.  

3-16-15
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OPPOSITE HAND

OPENING
OPPOSITE
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36"

 

�"

�
"

�"

DOME

GROOVE DETAIL

ACCESSIBLE PARKING STALL
1

2

3

4 5

6

DIAGONAL ACCESSIBLE PARKING STALL

PARALLEL CURB RAMPPERPENDICULAR CURB RAMP

 

DETECTABLE WARNING SURFACE - TRUNCATED DOMES

OF SIDEWALK

FRONT EDGE 4

SIDEWALK/WALKWAY

SEE 

DETECTABLE WARNING

PARKING AREA

TRANSITION

FLUSH
OF SIDEWALK

FRONT EDGE

12

4

3 9

2

8 15

13 3 1
1

3 9

5

6

7

10

14 3 1

15

2

8

5

10

11

finish, joints and elevations.

See plans for width, layout (may vary),

Concrete walkway (where occurs).

See Specifications.

Parking bumper (away from access aisle).

See Detail 1 on sheet A0-3.2.

Accessible parking space signage. 

See Detail 6 on sheet AO-3.2.

painted on pavement.

Accessible parking surface identification

15.

14.

13.

12.

11.

10.

9.

8.

7.

6.

5.

4.

3.

2.

1.
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SINGLE STALL
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-
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"

45^

3
6
"

APPROXIMATE

non-parking access aisle to curb ramp.

4" wide blue border designating

CLCL

See specifications for painting.

See site plan(s) for additional stall striping.

4" wide white parking stall designation stripe.

See plan for any variation of diagonal  parking.
S

E
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2

7.5%7.5%

VAN *
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*

or matching any existing angle.

Angle of parking stalls are indicated on plans

4’-2"

 

Also see plans for width and layout (may vary).

Curb ramp. See Detail 4 on this sheet.

 

Also see plans for width and layout (may vary).

Curb ramp. See Detail 5 on this sheet.
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at ramp perimeter.  See Detail 3 on this sheet.

1’ wide grooved border on level surface Typ 

See Standard Plan RSP A90B.

to be placed within access aisle to curb ramp.

"NO PARKING" in Min 12" high white letters 

aisle or vehicular way.  See Detail 6 on this sheet.

detectable warning surface adjoining access 

Level landing -1.5% Max slope W/36" deep 

 

or white.

contrast with aisle surface, preferably blue

4" wide hatched lines at 36" OC.  Color to 
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Max Max
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AT FLARE

9% Max
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Min access aisle.

* 9’-0" Min van parking allowed W/ 8’-0"
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Maximum slope on parking stall

1.5% Max

1.5% Max
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No scale unless otherwise noted
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%
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Access aisle must be on passenger side only.

See Detail 2 on sheet A0-3.2.

Van accessible signage.

flow line. 

street must be between 6" and 8" from the gutter

edge of detectable warning surface nearest the 

and 36" deep.  See Detail 6 on this sheet.  The

Detectable warning surface to extend full width 
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0.45" TO 0.47"
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ACCESSIBLE

VAN

ACCESSIBLE VAN PARKING SIGNACCESSIBLE PARKING SIGN

OR BY TELEPHONING

UNAUTHORIZED VEHICLES PARKED IN

DESIGNATED ACCESSIBLE SPACES NOT

DISPLAYING DISTINGUISHING PLACARDS

TOWED VEHICLES MAY BE RECLAIMED AT

SIGN CONNECTION

/

/

2
"

3
"

SIGN POST FOOTING

ACCESSIBLE PARKING
SURFACE IDENTIFICATION

1 2 3

4 5
6

 

 

4 

 

 

DIRECTIONAL SIGNS

PARKING
ONLY

MINIMUM

FINE $250

PERSONS WITH DISABILITIES WILL BE

TOWED AWAY AT THE OWNER’S EXPENSE.

OR SPECIAL LICENSE PLATES ISSUED FOR

UNAUTHORIZED VEHICLES PARKING SIGN

CONNECTION

BLUE BACKGROUND

WHITE BORDER

4

SIGN

WHITE BORDER

BLUE BACKGROUND

CONNECTION

BLUE BACKGROUND

CONNECTION

THREADED END CAP

DETAILS 1, 2, 3, & 8

METAL SIGN, REFER TO

FIBER WASHER

SEE

FOR POST FOOTING

 

5

CONCRETE FOOTING

THREADED END CAP
BLUE BACKGROUND

4" WIDE

WHITE BORDER

Colors may vary.

Combo sign may be used.

Wall or door mounted signs may be used.

Refer to Site Plan or General Plan for locations.

BLUE BACKGROUND

WHITE ARROW
6
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 TO PROJECT COMPLETION

 TO CONTRACTOR PRIOR

 DATA TO BE FURNISHED

NOTE:

WHITE BORDER

SLOPE TOP 1" TO DRAIN

LANDSCAPED AREAS

RAISED FOOTING CAP AT

FOR MATERIAL

REFER TO PLANS

FINISH GRADE
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-
6
"

1’-0"

1’-0"

3
0
"

For additional information see

*

WHITE LETTERING

*

Combo sign may be used.

Refer to Site Plan for locations.

WHITE LETTERING

Combo sign may be used.

Refer to Site Plan for locations.
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A0-3.1 for locations.

Refer to Details 1 and 2 on sheet

6
"
 

M
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n

R
e
q

* Min area 70 Sq in Req

Galv PIPE, ASTM A53

Min 1�" STANDARD

W/ Galv NUTS

�" 0 Galv "U" BOLT

�" THICK Galv BRACKET

(ROUND HEAD BOLT)

W/ Galv WASHER AND NUT

�" 0 Galv BOLT (THRU SIGN)

Typ

Req

R
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q
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n

Min

1’-5" Min

Req
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R
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q
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q

1" HEIGHT Min Req

WHITE LETTERING

No scale unless otherwise noted

Sign must not be posted in a path of travel.

Refer to Site Plan for locations. Colors may vary. 

6" from centerline of parking space.

Centerline of surface ID must be Max

with end of parking space length.

Lower side of surface ID must align

WHITE ISA

* To baseline of visual characters of numbers.

FG
Fin Gr, Typ

LESS THAN 6’-8" ABOVE 

WITH BOTTOM EDGE

POST MOUNTED SIGNS 

�" Min RADIUS FOR 

WHITE ISA

2013 CBC Section 703.5.

this sheet & not otherwise shown must conply with

Visual characters (letters & numbers) in details on

Signage Note:

Fin Gr Req

5’-0" Min Abv

Fin Gr Req

5’-0" Min Abv

recommended, unless otherwise noted as required.

All listed sign sizes and mounting heights are

Note:

Fin Gr

6’-8" Min Abv

3
’
-
4
"
 

M
i
n

*

R
e
q
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ACCESSIBILITY STANDARD DETAILS

A0-3.3

EXIT

MEN

ROOM IDENTIFICATION SIGN

WOMENUNISEX

(A) (B) (C)

(A) UNISEX (B) WOMEN (C) MEN

SIGNAGE NOTES:

1 2 3

(A) (B)

4 5

6 7
TELEPHONE SIGNS

TELEPHONE
CONTROL
VOLUME

TTY
TELEPHONE

TEXT
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NO SMOKING SIGN

C.G.C. 7596, 7597

DISABLED PERSON

MAY ACCOMPANY

THE OPPOSITE SEX

ATTENDANT OF

8 9
RESTROOM ACCOMPANY SIGN

CL

 

ENTRANCE

OF BUILDING 

WITHIN 25 FEET

NO SMOKING

DETAILS

INTERIOR EXIT SIGN

SYMBOL OF ACCESSIBILITY SIGN
INTERNATIONAL

WHITE PICTOGRAM

BLUE BACKGROUND

BLACK PICTOGRAM

WHITE BACKGROUND
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1

 

 

2
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1

 

 

2
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1

 

 

2

WHITE BORDER

BLUE BACKGROUND

PICTOGRAM

WHITE

BACKGROUND

BLUE

FF/FG

Decal may be used.

See plans, elevations, or schedule for sign locations.

Install per Detail 5.

For additional

information

see For additional

information

see 

 

2

1

SEE NOTE 4

CONTRACTED BRAILLE

6"

9
"

WHITE PICTOGRAM

BLUE BACKGROUND

for additional information.

Refer to signage notes

MATERIAL

�" THICK

MATERIAL

�" THICK

MATERIAL

�" THICK

T
R
I
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N
G
L
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I
L

A
T
E

R
A
L

1
’-

0
"

1
’
-
0
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D
I

A
M

E
T

E
R

1
0
" DOOR WHERE OCCURS

PUSH SIDE OF

KICKPLATE ON

FINISH FLOOR

1 2 3 6

64

1.

2.

3.

4.

4
’
-
0
"

5
’
-
0
"

6"

RESTROOM/SHOWER ROOM SIGNS

CL

CL

see

information

For additional

see

information

For additional

see

information

For additional

see 

For additional information

See Detail 7 for sign mounting heights.

See plans or elevations for locations.

See Detail 7 for sign mounting heights.

See plans or ext elevations for locations.

4
X
 

S
T

R
O

K
E
 

See Detail 7 for sign mounting height.

Install per Detail 5.

Locate room identification signs, exit signs, and 

restroom signs on wall adjacent to door on latch

side.  If wall space is not available on latch side,

locate on nearest adjacent wall.  Locate sign on 

inactive leaf at double doors, or to the right 

of right hand door at double doors with two active leafs.

Refer to specifications for sign material and other color 

selection.  Except Detail 6, sign colors may vary from details.

See door schedule for text and sign location, UON.

MOUNTING HEIGHT

DETAIL 6

SIGN AT

5’-0" FOR 

SEE DETAIL 7  

FOR OTHER SIGNS

1" OF  OF DOOR

MOUNTED WITHIN

SYMBOL TO BE

OF SYMBOL

SIGN/SYMBOL LOCATIONS

SEE NOTE 2

4
’
-
1
0
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O
 
5
’
-
0
"

OR PER Arch DETAIL

Mfr SPECIFICATION

FASTENING PER
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2
’
’
 

M
a
x

6
"
 

M
i
n

�" Min RADIUS, Typ.

COLORS

CONTRASTING

Min 70%

6
"
 

M
i
n

�
"
 

M
i
n

W
I

D
T

H
 

M
a
x

M
i
n

M
a
x

6
"
 

M
i
n

6
"
 

M
i
n

Min

9"

LICENSED ARCHITECT DATE

PLANS APPROVAL DATE

09-05-14
S

T
A
TE

OF CALIF
ORN

IA

L
I
C

E
N
SED ARCHI

E
C
T

T

RENEWAL DATE

C14891No.

11-30-15

Y.A. WANG

&
1

RED PICTOGRAM

No scale unless otherwise noted

NOTE 6

SEE

DESIGN

DETAILS

SUBMITTED BY

BY

BY CHECKED

CHECKED
FILE NO.

DRAWING

DATE

STANDARD DRAWING

APPROVED 

DESIGN SUPERVISOR

__-__-_

09-14
D. Good

Y.A. Wang

D. Alsey

Y. A. Wang

Y. A. Wang

CONTRAST WITH DOOR COLOR

COLOR MUST HAVE Min 70% 

BACKGROUND 

ON CONTRASTING COLOR 

(SEE NOTE 5) 

RAISED CHARACTERS

schedule for locations and text.

See plans, Ext elevations, or door

Text varies.

Install per Detail 5.

�
"
 

M
i
n

*
Braille must be contracted (Grade 2) and compliant with

2013 CBC Section 11B-703.3.

WHITE RAISED CHARACTERS

8. Raised character height is measured based on height of uppercase letter "I".

to sign color.

and centered with raised characters.

Provide 18"x18" Min clear floor space in front of 

5.

6.

7.

of height of the character.

Stroke thickness of letter "I" must be 15% Max

"O" is 60% Min and 110% Max of height of letter "I". 

�" Min. Fonts smustbe selected where width of letter

Raised characters must be uppercase san serif raised 

Sign color must have a minimum of 70% contrast to door or wall 

color. Text and pictogram must have a minimum of 70% contrast 

CHARACTERS

WHITE RAISED

CHARACTERS

BLACK RAISED

RESTROOM/SHOWER ROOM GEOMETRIC SYMBOLS AT DOOR

Any pictogram and raised characters are not required and not recommended.

Install per Detail 5.

WHITE ISA

CHARACTERS

WHITE RAISED

*

* 135% min and 170% max of character ht.

locations and mounting heights.

See plans or exterior elevations for sign 

Text may vary.

CREW ROOM

�
"
 

M
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n
 
*

raised border or elements

* From characters / Braille to any

schedule for locations and text.

See plans, or door

Text may vary.

Install per Detail 5.
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ACCESSIBILITY STANDARD DETAILS

A0-3.4

DETAILS

URINALWATER CLOSET

B

1�"

PLAN VIEW
SECTION A-A SECTION B-B

SHOWER STALL
1

LAVATORY

L

 

ELECTRIC WATER COOLER

SIDE BAR

3’-6" Min

1’-0"

REAR 
WALL

4’-6" Min

REAR 
BAR

3’
-0

" 
Mi

n

PLAN VIEW

GRAB BARS/ WATER CLOSET

2’-0"

3
’
-
0
"

2
EMERGENCY EYEWASH/SHOWER

2
’-

3
"

3 4 5

6

7

GRAB BAR

WATER CLOSET

1.
SIDEFRONT

FINISH GRADE

OF CONTROL BUTTON/SENSOR

BACK WALL

TOE CLEARANCE

DRAIN

FOLDING SEAT GRAB BAR

SHOWER HEAD

PULL HANDLE

EYEWASH

SINK

EYEWASH

BUBBLER

8’’

3
’
-
8
"
 

M
A

X

1
’
-
0
’
’

2
’
-
0
’
’

A A

CL

CL

CL

CL

CL

Grab bar note:

T
O
 
1
’
-
6
"

3
’
-
2
’
’
 
T

O
 
3
’
-
7
"
 SPOUT

accessible compartment.

1’-5" to 1’-7" at ambulatory*

*
 
1
’
-
5
’
’

CL OF SPOUT

1’-3" 5"

See clear level area at detail  1/A0-3.5 for size and location. 

Max

clear space of 1 �" to smooth wall surface.

Circular grab bars to be 1 �" To 2" diameter with 

2. L-shaped grab bars allowed

*

*

L-SHAPED GRAB BARS

C OF OPERABLE PARTS OF SHOWER SPRAY

11"

1’-6" TO 1’-7"

6"

CL OF CONTROL

3’-0" Min2’-6" Min

1
’
-
1
0
"
 

M
i
n

1’-2" Min

5
’
-
0
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C

L
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A
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1’-7" Min

2’-3" Max

1’-7" Min

2’-3" Max

6" Max

5 LBF Max TO ACTIVATE CONTROL
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6" Max CLEAR

1�" Dia GRAB BAR
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See Specifications for fixture type
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SIGN

TO BASELINE OF LOWEST CHARACTER**

HOSE - 4’-11" LONG Min

FLEXIBLE SHOWER SPRAY

FIXED SHOWER HEAD AND

FLOOR SURFACE

CLEAR LEVEL

POSITION

FOLDING

SHOWER SPRAY UNIT
OPERABLE PARTS OF
TO HIGHEST 

Max

1’-3" WALLS

Max FROM ADJACENT

BE INSTALLED 6"

BARS ALLOWED TO

SEPARATE GRAB

OPENING

Max GRATE 

FLOOR W/ �"

W/ SHOWER

DRAIN FLUSH

THRESHOLD UP TO �"

1 IN 2 Max BEVELED 

UP TO �"

THRESHOLD

VERTICAL

CONTROL

PARTS OF WATER

HIGHEST OPERABLE

SLOPE

2% Max
M
i
n

1
’
-
3
"

M
a
x

1
’
-
4
"

Max
3" 

OF 1’-3" TO 1’-4" WIDE ALLOWED
RECTANGULAR FOLDING SEAT
L-SHAPED FOLDING SEAT

M
a
x

2
�

"
Max
1�"

M
a
x

1
’
-
1
1
"
 

***

BAR

GRAB

BAR

GRAB

3’-0" ABOVE FINISH FLOOR

TOP OF BARS TO BE 2’-9" TO 

BACKING

CONCEALED STRUCTURAL

NO INSULATION AT SRRA SITES WHERE HOT WATER IS NOT PROVIDED

INSULATE HOT WATER SUPPLY LINE AND DRAIN LINE

SURFACE

FINISH 

OCCURS

BELOW WHERE 

PIPE OR ENCLOSURE 

BOTTOM LINE OF 

TOE CLEARANCE

EXTEND 6’’ Max INTO 

CLEAR LEVEL AREA TO

ALL DIRECTIONS

1.5% SLOPE IN

AREA W/ Max

CLEAR LEVEL

 

 

WHERE OCCURS

IN LIEU OF PIPE INSULATION 

REMOVABLE ENCLOSURE 

USE INFRARED SENSOR AT SRRA SITES

5 LBF Max TO ACTIVATE CONTROL

OPTIONAL URINAL SHIELD

ARE 2’-0’’ DEEP OR LESS

2’-6’’ Min IF URINAL SHIELDS

MORE THAN 2’-0’’ DEEP 

3’-0’’ Min IF URINAL SHIELDS

1’-5" Max

1’-2" Min

FROM WALL

RIM TO PROJECT 

EXTEND 6" Max BELOW URINAL

CLEAR LEVEL AREA TO

ALL DIRECTIONS

W/ FIXTURE W/ Max 1.5% SLOPE IN

LEVEL AREA IN FRONT OF AND CENTERED

PROVIDE Min 2’-6’’ x 4’-0’’ CLEAR

TOP OF SEAT

1’-5" TO 1’-7" TO

INFRARED SENSOR AT WALL

AT SRRA SITES PROVIDE PUSH BUTTON OR

5 LBF Max TO ACTIVATE CONTROL

COOLER

WATER

ACCESSIBLE

COOLER

WATER

STANDARD

COOLER

WATER

ACCESSIBLE

SURFACE

WALL

AT DETAIL 1/A0-3.5

  SPOUT. SEE NOTE

TO OPERATE

CONTROL 5 LBF Max

SENSOR AT SRRA SITES

USE PUSH BUTTON OR INFRARED

5 LBF Max TO ACTIVATE CONTROL

Foot pedal may be added to operate equipment

stall allowed per CBC Figure 11B-608.2.3

diverter per water control. Alternate shower

to wall opposite shower seat.  Locate water

Additional standard shower head may be added

Grab bars or wing wall may be required.  See Plans.

*
*
*

No scale unless otherwise noted
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THE SEAT

ABOVE

EXTEND

MUST NOT

GRAB BAR

or similar and comply with 2013 CBC Section 11B-703.5.

Sign must state "EMERGENCY EYEWASH/SHOWER"

and within reach limits from the seat.

wall at 3’-4" Max above the shower floor

Any soap dish must be on the control

BE 2" Max

SEAT HEIGHT MUST

PROTRUSION LIMITS MAY APPLY FOR SHOWER HEAD.

IF LESS THAN 6’-8", 2013 CBC SECTION 11B-307 

W/ 1’-5" to 1’-7" under fixture and Max 1.5% slope in all directions.

Provide Min 2’-6’’ x 4’-0’’ clear level area in front of and centered W/ fixture 

1’-5" TO 1’-7"

low fixture W/ 1’-5" to 1’-7" under fixture and Max 1.5% slope in all directions.

Provide Min 2’-6’’ x 4’-0’’ clear level area in front of and centered W/ 

In lieu of grab bars, other types of wing walls may be used.

2’-8" MIN IF

GRAB BAR IS 2’-0" OR LESS

3’-0" MIN IF GRAB BAR

BAR EXCEEDS 2’-0"

EXCEED THE COOLER

1’-6" MIN AND EQUAL OR

6" IN HEIGHT

OF 1" IN DEPTH FOR EACH

TO REDUCE AT A MAX RATE

CLEARANCE IS PERMITTED

ABOVE FLOOR, KNEE

FROM 9" UP TO 2’-3"
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ENCLOSURE: PRE-MANUFACTURED

TO DRAIN, TYP
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DESIGN CRITERIA AND DETAIL NOTES

05-01-12

MATERIALS

Side Laps

WELDING SCHEDULE and STEEL DECK PROFILE

Per Support

4 - Puddle Welds
12’’ OC

Metal Deck Profile �’’ Diameter Puddle Weld

800 lb/ft12’’ OC

Deck Type Depth & Gage

Metal Decking

METAL DECK MINIMUM SECTION PROPERTIES

0.336 in/ft 38 Ksi0.321in/ft0.302 in/ft
334

36 ’’

Modulus

Section

Positive

Modulus

Section

Negative

Strength

Yield

Minimum

and Panel Ends

Supports

Perpendicular

Supports

Parallel
Capacity

Shear

Diaphragm

Inertia

of

Moment

STEEL DECK NOTES
A

LIVE LOAD: Roof =20  psf

WIND:

= 1.0

Basic Wind Speed =110 mph

P 30

K t = 1.0

= .010

= 1.0I

s

z

Fy =

(Allowable Strength Design) :

Wide Flange

Channels, Angles & Misc. Shapes

Plates

46 ksi

Fy =36 ksi

Fy =36 ksi

Fy =46 ksi

STRUCTURAL STEEL:

Hollow Structural Section (HSS)

f y

REINFORCED CONCRETE: (Ultimate Strength Design) :

f’c = , 000 psi

=60, 000 psi

3

=

FOUNDATION:

1,500 psf ASSUMEDAllowable Soil Pressure (DL + LL):

DETAIL NOTES

LOADS

PROJECT DESIGN CRITERIA

The building work on this project has been designed

SEISMIC:

Site Soil Class   D

S S

Seismic Design Category = E

North - South

S I

S

1  =

Importance Factor = 1.0

= 2.307 = 0.935

R =3.5 C =

SR =3.5 C =

East - West

0

0

=

.439 

.439 

Seismic Force-Resisting System:

Occupancy Category

I

S SDS DI= 1.538 = 0.935

1�’’x 18 Ga

ST1-0

Moment-Resisting Frame System

Moment-Resisting Frame System

Special steel truss moment frames.

Special steel truss moment frames.

06-26-12

1.  For Concrete see: ’’Concrete Standard’’

07-16-12 09-27-12 12-05-12

 Minimum 3 Span Condition

NOTE:

to conform to the 2013 California Building Code

(2012 IBC).

02-19-15

4.  All miscellaneous metal must be hot-dipped 

   galvanized after fabrication UON.

3.  All lock washers must be helical spring 

   lock washers.
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Fy =50 ksiCOLD FORMED STEEL:

25 56

2.  All bolts must be hex head machine bolts, 

   with hex head nuts; unless otherwise noted.
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NOTES:
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1. For finish grade and drainage 

elevations see SS Sheets.

2. For concrete control joint

details & location see
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7 3
&
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CABLE RAILING, 

SEE Std PLAN
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FOUNDATION DETAILS
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BASE PLATE
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PL 1 ’’
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TOP OF CIDH PILE

+0’’

BOTTOM OF CIDH PILE

-5’-0’’

PROJECTION

2’’

 

1�’’ GROUT

HSS COLUMN

PL 1 ’’

#3 SPIRAL

2

CIDH PILE FOOTING
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CIDH PILE SECTION
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CONCRETE PAD SECTION
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#5 @ 12’’ OC EACH WAY
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ST1-6 

OUTLET BOX SECTIONS

FINISH GRADE

CONCRETE FOOTING
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�’’ Ø Galv Exp 
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Max 6’’ FROM ENDS, 
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´�’’, Typ�’’ CHAMFER
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TRUSS PROFILE
1

NO SCALE

CONNECTION DETAIL
2

Scale   2’’ = 1’ - 0’’

 
3 SIDES

CONNECTION DETAIL
3

Scale   2’’ = 1’ - 0’’

ST1-7 

W BEAM

WITH #10 SDSTS TOTAL 4

BENT P 4x3x3x�L

METAL DECK

RIDGE Blkg

METAL DECK

BENT PL

ROOF FRAMING DETAILS 1

Blkg, Typ

07-17-12

A

  Total Load ---------------- L/240

  Live Load ----------------- L/360

1.   Deflection:

 

Top Chord (Roof):

Wind Uplift @ Eave:

LOADS: Dead Load Live Load

Bottom Chord (Ceiling)

 20 psf

    psf

 20 psf

 10 psf

  5 psf

2.  Camber must be 1.5 Times Dead Load Deflection

Denotes Point of Support  3.0 k (DL+LL)

Denotes Seismic Load  0.6k

A

SPAN

12-05-12 03-02-15

STEEL TRUSS

COLD-FORMED

PRE-ENGINEERED 

STEEL TRUSS

COLD-FORMED

PRE-ENGINEERED 

STEEL TRUSS REQUIREMENTS
PRE-ENGINEERED COLD-FORMED
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ROOF FRAMING DETAILS 2
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�’’PL
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3 SIDES, Typ
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HSS COLUMN
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�’’ 0 BOLT

WELDS PER AWS D1.8

Typ. DEMAND CRITICAL

CP, TOP & BOTTOM

Truss not shown

NOTE:
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CP

2"
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Ea SIDE
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W BEAM
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L 5x3x�
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LEGEND

3/19/09

GRAPHIC SYMBOLS FOR ELECTRICAL WIRING AND LAYOUT DIAGRAMS

ELECTRICAL DIAGRAMS

GRAPHIC SYMBOLS FOR

REMODEL WORK

A

EE-2

1

EE-2

UNLESS OTHERWISE NOTED

EXISTING CONDUIT AND CONDUCTORS-TO REMAIN

SYMBOL     DESCRIPTION

J

J

E

EXISTING RECEPTACLE OUTLET-REMOVE

EXISTING RECEPTACLE OUTLET-TO REMAIN

EXISTING OUTLET-TO REMAIN

EXISTING INCANDESCENT FIXTURE-REMOVE

EXISTING FLUORESCENT FIXTURE-TO REMAIN

EXISTING FLUORESCENT FIXTURE-REMOVE

EXISTING INCANDESCENT FIXTURE-TO REMAIN

EXISTING CONDUIT AND CONDUCTORS-REMOVE

EXISTING SWITCH-TO REMAIN

EXISTING SWITCH-REMOVE

S

S

EXISTING JUNCTION BOX-TO REMAIN

EXISTING JUNCTION BOX-REMOVE
PANELBOARD, NUMERAL DENOTES CIRCUIT

NUMBER OF CIRCUITS, LETTER DENOTES

HOMERUN TO PANELBOARD, ARROWS INDICATE

SURFACE METAL RACEWAYSM

A1,2

X

INDICATES ONE CONDUIT)

NUMBER OF CONDUITS (NO NUMBER

CONDUIT SIZE

CONDUIT TYPE

CONDUCTOR INFO (PER CONDUIT)

CONDUIT, RIGID STEEL, UNDERGROUND

CONDUIT, POLYVINYL CHLORIDE, UNDERGROUND

CONDUIT, FLEXIBLE

CONDUIT, TURN UP

CONDUIT, TURN DOWN

CONDUIT SEAL, EXPLOSION-PROOF

CONDUIT, EXPANSION JOINT

ADAPTER, ONE TYPE CONDUIT TO ANOTHER

POLE

MC

PVC

(2) �"C, PVC, 2#12

SYMBOL       DESCRIPTION

C

C

(T)

CHLF

OC

P

P

AV

K

W

OCCUPANCY SENSOR

OCCUPANCY SENSOR POWER PACK

MANUAL PULL STATION

AUDIO/VISUAL ALARM DEVICE

GLASS BREAK DISCRIMINATOR

MAGNETIC CONTACT SWITCH-PEDESTRIAN DOOR

MAGNETIC CONTACT SWITCH-VEHICLE DOOR

KEYPAD FOR ALARM SYSTEM

BOX (E-ELECTRICAL, T-TELEPHONE, R-RADIO)

PULL BOX-LETTER INDICATES TYPE OF PULL 

COMBINATION HEAT, LIGHT, AND FAN UNIT

SECTION/ELEVATION LETTER

SHEET NUMBER

DETAIL NUMBER

SHEET NUMBER

WITHOUT OVERLOAD ELEMENT

MANUAL MOTOR STARTING SWITCH,

THERMAL OVERLOAD TYPE

MANUAL MOTOR STARTING SWITCH,

FOR HEAT LAMP

FOR LIGHT AND FAN AND ONE SWITCH

TWO TIMER SWITCHES, ONE SWITCH

O
S1

O
S2

THREE-WAY SWITCH

FOUR-WAY SWITCH

AUTOMATIC DOOR

KEY OPERATED SWITCH

SWITCH AND PILOT LIGHT

MOMENTARY CONTACT SWITCH

REMOTE CONTROL SWITCH

WEATHERPROOF SWITCH

FAN SWITCH

LIGHT SWITCH

HEATER SWITCH

VARIABLE SPEED MOTOR CONTROL SWITCH

SCHLF

VSS

SH

SL

SF

SWP

SRC

SMC

SP

SK

SD

S4

S3

S2

S

OCCUPANCY SENSOR WALL SWITCH, SINGLE LEVEL

OCCUPANCY SENSOR WALL SWITCH, BILEVEL

MOTION SENSOR SWITCHSM

TS

SHP

TS TIMER SWITCH

SINGLE-POLE SWITCH

DOUBLE-POLE SWITCH

T

L

PUSHBUTTON

LOCKING DEVICE FOR OPEN

PUSHBUTTON STATION, NC, WITH

BUZZER

PUSHBUTTON STATION MOTOR CONTROL

BELL

COMBINATION BELL-BUZZER

THERMOSTAT

PRESSURE SWITCH

CONTROL RELAY

FLOW SWITCHFS

R

PS

R RADIO OUTLET

TELEVISION OUTLETTV

M MICROPHONE OUTLET

FLUSH-MOUNTED PANELBOARD AND CABINET 

POWER PANEL

COMBINATION LIGHTING AND POWER

MOTOR CONTROLLER

DISCONNECT SWITCH

MC

CONDUIT CONCEALED IN CEILING OR WALL

CONDUIT CONCEALED IN FLOOR

CONDUIT EXPOSED

LIGHTING PANEL

SURFACE-MOUNTED PANELBOARD AND CABINET

SYMBOL        DESCRIPTION

S S

R R

X X

B B

J J

D

C

F

POLE-TOP ELECTROLIER

POLE-ARM ELECTROLIER

EXIT LIGHT

R

NOTE:

32 WATT LAMPS

2 LAMPS

DESIGN TYPE

FLUORESCENT

NUMBER OF FIXTURES

EXAMPLE : (4) F2-2x32

BLANK OUTLET

JUNCTION BOX

DROP CORD

SINGLE RECEPTACLE OUTLET

DUPLEX RECEPTACLE OUTLET

DUPLEX RECEPTACLE OUTLET (WITH GFCI)

(WITH GFCI)

DUPLEX RECEPTACLE OUTLET, WEATHERPROOF

(GFCI)

(GFCI)

WP

SINGLE, SPECIAL PURPOSE RECEPTACLE OUTLET

DUPLEX, SPECIAL PURPOSE RECEPTACLE OUTLET

RANGE OUTLET

CLOCK HANGER RECEPTACLE

R

FAN HANGER RECEPTACLE

FLOOR SINGLE RECEPTACLE OUTLET

FLOOR DUPLEX RECEPTACLE OUTLET

FLOOR SPECIAL PURPOSE OUTLET

FLOOR RADIO OUTLET

FLOOR TELEPHONE OUTLET

CEILING WALL

MORE GANG

MULTI-FLOOR OUTLET, 2 OR

MULTI-OUTLET ASSEMBLY

S

S

H

SWITCH AND SINGLE RECEPTACLE

SWITCH AND DUPLEX RECEPTACLE

HAND DRYER NOZZLE

HAND DRYER

RADIO OUTLET

COMMUNICATION OUTLET

SOUND SYSTEM LOUD SPEAKER OUTLET

H

S

HEAT DETECTOR

SMOKE DETECTOR

SYMBOL     DESCRIPTION

G

E

x x

CONDUIT �" UNLESS OTHERWISE NOTED.

1#12 (G) UNLESS OTHERWISE NOTED.  ALL

NO CROSS-LINE INDICATES 2#12 WITH

FOR EQUIPMENT GROUNDING CONDUCTOR.

CROSS-LINE INDICATES 1#12 AWG (G)

#12 AWG CONDUCTORS.  LONGER

CROSS-LINES INDICATE NUMBER OF

(MICROWAVE/PASSIVE INFRARED)

COMBINATION DETECTOR

(E-ELECTRICAL, T-TELEPHONE, R-RADIO)

INDICATES TYPE OF PULL BOX

PULL BOX (TRAFFIC-RATED)-LETTER

SYMBOL     DESCRIPTION

CLOSING ON DE-ENERGIZING

CONTACT, NORMALLY CLOSED, TIME DELAY

OPENING ON DE-ENERGIZING

CONTACT, NORMALLY OPEN, TIME DELAY

CLOSING ON ENERGIZING

CONTACT, NORMALLY OPEN, TIME DELAY

OPENING ON ENERGIZING

CONTACT, NORMALLY CLOSED, TIME DELAY

NORMALLY CLOSED

LIQUID LEVEL ACTUATED SWITCH, 

NORMALLY OPEN

LIQUID LEVEL ACTUATED SWITCH,

NORMALLY CLOSED

PRESSURE ACTUATED SWITCH, 

NORMALLY OPEN

PRESSURE ACTUATED SWITCH,

NORMALLY CLOSED

TEMPERATURE ACTUATED SWITCH,

NORMALLY OPEN

TEMPERATURE ACTUATED SWITCH,

CONTACT, NORMALLY OPEN

CONTACT, NORMALLY CLOSED

GFCI

OPERATING COIL

FLOW ACTUATED SWITCH, NORMALLY CLOSED

FLOW ACTUATED SWITCH, NORMALLY OPEN

LIMIT SWITCH, NORMALLY CLOSED

LIMIT SWITCH, NORMALLY OPEN

PUSHBUTTON SWITCH, NORMALLY CLOSED

PUSHBUTTON SWITCH, NORMALLY OPEN

SWITCH, SINGLE-POLE

SWITCH, SINGLE-POLE, DOUBLE-THROW

SWITCH, DOUBLE-POLE

SWITCH, DOUBLE-POLE, DOUBLE-THROW

SWITCH, SINGLE-POLE, 3-POSITION 

THERMAL OVERLOAD

FUSE

RESISTOR

VARIABLE RESISTOR

TRANSFORMER WINDING

CIRCUIT BREAKER, SINGLE-POLE

CONTACT, SINGLE-POLE, DOUBLE-THROW

CIRCUIT BREAKER, DOUBLE-POLE

CIRCUIT BREAKER, THREE-POLE

G

M

F

             
A

GROUNDING ELECTRODE

ENCLOSURE BOND

PILOT LIGHT (A=AMBER, G=GREEN, R=RED)

GENERATOR

MOTOR

FAN MOTOR

FAULT CIRCUIT INTERRUPTER

CIRCUIT BREAKER, WITH GROUND

SWITCHED NEUTRAL

CIRCUIT BREAKER, SINGLE-POLE,

PEU PHOTOELECTRIC UNIT

LED, OR SODIUM VAPOR FIXTURE

SURFACE FLUORESCENT, METAL HALIDE,

LED, OR SODIUM VAPOR FIXTURE

RECESSED FLUORESCENT, METAL HALIDE,

FLUORESCENT OR LED FIXTURE

SURFACE OR PENDANT INDIVIDUAL

OR LED FIXTURE

RECESSED INDIVIDUAL FLUORESCENT

ROW FLUORESCENT OR LED FIXTURES

SURFACE OR PENDANT CONTINUOUS

NUMBER OF LAMPS AND WATTAGE.

SODIUM VAPOR, L=LED), DESIGN TYPE,

MH=METAL HALIDE, H=HIGH PRESSURE

TYPE, (I=INCANDESCENT, F=FLUORESCENT,

FIXTURE SYMBOL DENOTES FIXTURE

NUMERIC SYMBOL NEAR GRAPHIC LIGHTING

SIMILARLY MARKED SWITCH, AN ALPHA-

THAT FIXTURE IS CONTROLLED BY A

LIGHTING FIXTURE SYMBOL DENOTES

A LOWER CASE LETTER NEAR GRAPHIC

EE0-0
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LEGEND

PROJECT NOTES

STANDARD NOTES

 

 

 
 

 

AB

BC

CB

CC

CF

FA

Abandon.  If applied to conduit, remove conductors.

Install pull box in existing conduit run.

Install conduit into existing pull box.

conductors, install pull rope and plug.

Conduit to remain for future use.  Remove

foundation below grade.

Remove foundation above grade and abandon

RL

RLD

SC

Relocate equipment.

Relocated equipment.

Splice new to existing conductors.

conductors and install conductors as indicated.

Connect new and existing conduit.  Remove existing

3.

 

 

 

2.

 

 

1.

ABBREVIATIONS

JB

A

AC

B

A AMPERES

AIR CONDITIONING UNITA/C

ACS

AI

AL

AO

AVC AIR VOLUME CONTROLLER

ANALOG OUTPUT

ALARM LIGHT

ANALOG INPUT

AIR COMPRESSOR STARTER

Brk

BD

BREAKER

BUILDING DISCONNECT

Ckt

CSW

C

CB

CR

CURRENT SWITCH

CONTROL RELAY

CIRCUIT

CIRCUIT BREAKER

CONDUIT

C

DI

DO

DP

DS DOOR SWITCH

DUPLEX PLUG RECEPTACLE

DIGITAL OUTPUT

DIGITAL INPUT

D

(E)

EF EXHAUST FAN

EXISTING

E

F

Flex

F

FL

FLA FLASHER

FAILURE LIGHT

FUSE

FLS

FR

FS FLOAT SWITCH

FLOW SWITCH

FLEXIBLE CONDUIT

Conc CONCRETE

G

GFCI

GRS GALVANIZED RIGID STEEL 

GROUND FAULT CIRCUIT INTERRUPTER

GROUND

G

I

H

hp HORSEPOWER

IC IRRIGATION CONTROLLER

ICC IRRIGATION CONTROLLER CABINET

J

JUNCTION BOX

K

kV KILOVOLT

kW KILOWATT

kVA KILOVOLT AMPERES

L

L

LC

LCP

LD

LL

LLC

LP

LS

LT

LTO LIGHT TRANSFORMER OVERLOAD

LIGHT TRANSFORMER

LIGHT SWITCH

LIGHT PANEL

LIQUID LEVEL CONTROLLER

LIQUID LEVEL RELAY

LIGHT DISCONNECT

LIGHTING CONTROL PANEL

LIGHTING CONTACTOR

M

MB

MC

MCP

MCC

MSB

MT EMPTY CONDUIT

MAIN SWITCHBOARD

MOTOR CONTROL CENTER

MOTOR CIRCUIT PROTECTOR

METALLIC CONDUIT

MAIN BREAKER

N

NSW

(N)

NC NORMALLY CLOSED

NEW

NO

NEUTRAL SWITCHING BREAKER

NORMALLY OPEN

O

P

PB

PFR

PFRD

PEC

PL

PS

PTS

PVC POLYVINYL CHLORIDE

POWER TRANSFER SWITCH

PRESSURE SWITCH

PILOT LIGHT

PHASE FAILURE RELAY DISCONNECT

PHASE FAILURE RELAY

P

Ø PHASE

R

RES

ROOM

RESISTOR

S

S

SD

SFR

SL

SPR

SS

ST

SV SOLENOID VALVE

STARTER

SELECTOR SWITCH

STANDBY POWER RECEPTACLE

SUMP LIGHT

SEAL FAILURE RELAY

SERVICE DISCONNECT

STARTER COIL

T

Tot

Typ

TB

TDR

TGLS TOGGLE SWITCH

TIME DELAY RELAY

TERMINAL BLOCK

TM

TS

TSW

TTB

TYPICAL

TELEPHONE TERMINAL BOARD

TEST SWITCH

TIMER SWITCH

TOTAL

TIME METER

UPS

U

V

V VOLT(S)

W

WLS

WP WEATHERPROOF

WATER LEVEL SWITCH

Elev ELEVATION

PEU PHOTOELECTRIC UNIT

DIAMETER

Galv GALVANIZED

Max MAXIMUM

Min MINIMUM

FG FINISH GRADE

BP BOOSTER PUMP

Misc MISCELLANEOUS

PCC PORTLAND CONCRETE CEMENT

R/W RIGHT OF WAY

CL CHAIN LINK

W

D DEPTH

COMM COMMUNICATION

EMS EXTINGUISHABLE MESSAGE SIGN

CMS CHANGEABLE MESSAGE SIGN

FO FIBER OPTIC

LED LIGHT EMITTING DIODE

LCD LIQUID CRYSTAL DISPLAY

POLE (CIRCUIT BREAKER)

X

XFMR TRANSFORMER

WIM WEIGH-IN-MOTION

HPS HIGH PRESSURE SODIUM

LPS LOW PRESSURE SODIUM

DLC LOOP DETECTOR LEAD-IN CABLE

OL OVERLOAD

OH OVERHEAD

NB NEUTRAL BUS or NORTHBOUND

WATT or WIDTH

LIGHT or LENGTH

EB EASTBOUND

WB WESTBOUND

Nos.

No.

PCP PUMP CONTROL PANEL

Var VARIABLE or VARIES

Approx APPROXIMATE

Clr CLEAR or CLEARANCE

� CENTER LINE

Ga GAUGE

ALTERNATING CURRENT or ASPHALT CONCRETE

AFCI ARC FAULT CIRCUIT INTERRUPTER

CM CENTER MARGIN LIGHT

CC CENTER CHANNEL LIGHT

Dia

DC DIRECT CURRENT

FAILURE RESET or FLAME RESISTANT

LDCI LEAK DETECTOR CIRCUIT INTERRUPTER

SD SERVICE DISCONNECT

Sch SCHEDULE

Nav NAVIGATIONAL LIGHTS

NUMBER

NUMBERS

PULL BOX or PUSHBUTTON

PHOTOELECTRIC CONTROL

PV PHOTOVOLTAIC

O/C ON CENTER

Sq SQUARE

SWIM SLOW WEIGH-IN-MOTION

WSMS WEIGH STATION MESSAGE SIGN

MH MOUNTING HEIGHT

SYMBOLS

˝ OHM(S)

^ DEGREES

Ñ ANGLE

À DELTA

´ PLATE

OG ORIGINAL GROUND

– PLUS OR MINUS

@ AT

RTB RADIO TERMINAL BOARD

BUILDINGBldg

Rm

Cat CATEGORY

CCTV CLOSED CIRCUIT TELEVISION

Std STANDARD

CONTROL DISCONNECTCD

PD PUMP DISCONNECT

RD RECEPTACLE DISCONNECT

MD MOTOR DISCONNECT

BC BARE COPPER

AR ALARM RESET

IR INDUCTION RELAY

INTRINSICALLY SAFE RELAYISR

UNINTERRUPTIBLE POWER SUPPLY
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in each conduit run.

conductor, sized as required, must be installed

A single insulated equipment grounding

 

be combined.

as shown on the plans.  Homeruns must not

Homeruns to Panelboards must be installed

 

must be used for each 120-volt circuit.

Separate grounded (Neutral) conductor
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Project Address:

General Information

2008 Nonresidential Compliance Forms

New Construction Addition Alteration

Documentation Author’s Declaration Statement

I Certify that this Certificate of Compliance documentation is accurate and complete.

Project Name: Date:

Name: Signature:

Company: Date:

Address:

Principal Lighting Designer’s Declaration Statement

Name: Signature:

Company: Phone:

License #

Date:

City/State/Zip:

City/State/Zip:

Address:

OLTG-2C 

CEPE #

CEA #

If applicable:

Phone:

CERTIFICATE OF COMPLIANCE (Page 1 of 4)  OLTG-1C

Total Hardscape Illuminated Area:

Phase of Construction:

Principal Lighting Designer’s Declaration 

OLTG-2C
or Ornamental Lighting. Optional on plans.

(Page 1 of 3) Lighting Wattage Allowances for General Hardscape, Sales Frontage, 

OLTG-2C

OLTG-1C     Certificate of Compliance. All 4 pages required on plans for all submittal.

(Page 2 of 3) Lighting Wattage Allowances for Per Application or Per Area. Optional on plans.

LIGHTING COMPLIANCE FORMS & WORKSHEETS (check box if worksheet is included)

Outdoor Lighting Mandatory Measures

time for the same area, in Accordance with Section 147 of the Standards.

or Additional Lighting Power Allowances for Ordinance Requirements have not been counted more than one 

lighting designed for the site, and that Additional Lighting Power Allowances for Specific Applications 

for all outdoor lighting power, including building mounted, pole mounted, as well as all other outdoor 

    I Certify that this Certificate of Compliance documentation is accurate and complete, and accounts 

(Page 3 of 3) Additional Lighting Power Allowance for Ordinance Requirements. Optional on plans.

Indicate location on building plans of Mandatory Measures Note Block:

design.

I am eligible under Division 3 of the California Business and Professions Code to accept responsibility for the lighting 

Title 24, Pages 1 and 6 of the California Code of Regulations.

This Certificate of Compliance identifies the lighting features and performance specification required for compliance with

enforcement agency for approval with this building permit application.

this design on the other applicable compliance forms, worksheets, calculations, plans and specifications submitted to the

The design features represented on this Certificate of Compliance are consistent with the information provided to document

Nonresidential Manual published by the California Energy Commission.

For detailed instructions on the use of this and all Energy Efficiency Standards compliance forms, please refer to the

July 2010

Field Inspection

2008 Nonresidential Compliance Forms

Field Inspection

Field Inspection

Date:Project Name:

Installed Watts

B C D E HGFA I

EXEMPT LUMINAIRES

Description of exempt luminaires in accordance with S 147

MANDATORY CONTROLS

Name or Symbol

# Description Location

Field Inspection

# Description Location

SPECIAL FEATURES INSPECTION CHECKLIST (See Page 2 of 4 of OLTG-1C)

Field Inspector Notes or Discrepancies:

CERTIFICATE OF COMPLIANCE (Page 2 of 4)  OLTG-1C

Luminaire Schedule 

Tag

Item 

Or

Name 
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determined

How wattage was

Inspector

Field

COMPLIANCE FIXTURE/LIGHTING CONTROL SCHEDULE and FIELD INSPECTION CHECKLIST

Enter total into OLTG-1C; Page 4 of 4; Row H; Total Installed Watts:

INSTALLATION CERTIFICATE, OLTG-1-INST (Retain a copy and verify form is completed and signed.)

CERTIFICATE OF ACCEPTANCE, OLTG-2A (Retain a copy and verify form is completed and signed.)

(i.e, lamp pole-top shoe-box 400 watt metal halide)

 

See footnote below

Luminaire Description

if necessary.

2. If Fail then describe on Page 2 of the Inspection Checklist Form and take appropriate action to correct. Verify building plans

in accordance with Section 130 (d or e).

relamping rated wattage on a permanent factory-installed label on the luminaire. NOT the wattage of the lamp (bulb) used, 

and number of ballast per luminaire. For incandescent luminaires the luminaire wattage listed in column D shall be the maximum 

wattage and lamp type (i.e.: fluorescent incandescent, HID); ballast type (i.e.: electronic or magnetic); number of lamps 

1. Type of luminaire (i.e.: post top, wall pack, surface, shoe box); for non-incandescent luminaires, indicate nominal lamp 

documentation submitted.

justification, and may reject a building or design that otherwise complies base on the adequacy of the special justification and

written justification and documentation, and special verification. The local enforcement agency determines the adequacy of the

The local enforcement agency should pay special attention to the items specified in this checklist. These Items require special

1
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L2 FC 18

L3 FC 39

Wall Mount, 18 W LED, LED Engine Driver and PEC

Surface, 39 W LED, LED Engine Driver and Motion Sensor

1 18

1 39

549

2 Photoelectric cell CANOPY, EXTERIOR LIGHT
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2008 Nonresidential Compliance Forms

Project Name: Date:

CERTIFICATE OF COMPLIANCE (Page 3 of 4)  OLTG-1C

OUTDOOR LIGHTING ZONE: OLZ 1 OLZ 2 OLZ 3 OLZ 4

Is the Outdoor Lighting Zone: Default in accordance with S 10-114, or Amended by JHA

Are additional lighting power allowances for ordinance in Table 147-C used? Yes No

Complete the information below if the additional lighting power allowances for ordinance requirements are used:

Required Acceptance Tests

Certificate of Acceptance

OLTG-2ALuminaires Controlled

Equipment Requiring Testing Description C
o
n
t
r
o
l
s

o
f
 
l
i

k
e
 

N
u

m
b
e
r
 

Location Tests

Acceptance

Lighting

Outdoor

B. ADDITIONAL LIGHTING POWER ALLOWANCE FOR ORDINANCE REQUIREMENTS

C. ACCEPTANCE FORMS

A. OUTDOOR LIGHTING ZONE

Designer:

Enforcement Agency:

   (JHA):

jurisdiction having authority

Complete the information below if the default Outdoor Lighting Zone has been amended by the local 

providing the following materials required S 10-114(f) to the Executive Director.

The local jurisdiction having authority which adopted specific outdoor light levels and has notified the Commission by

and comment about the proposed changed.

average or minimum footcandle levels, by following a public process that allowed for formal public notification, review, 

The local jurisdiction having authority has officially adopted specific outdoor light levels, which are expressed as 

The adopted change is posted on the Energy Commission website.

notified the Energy Commission by providing the materials required in S 10-114(d) to the Executive Director.

The local jurisdiction having authority has officially adopted a change to the State Default Lighting Zone and has 

as LZ2 or LZ3, in accordance with Table 10-114-A, because the site is contained within such a zone.

The site is a government designated park, recreation area, wildlife preserve, or portion thereof, and has been designated 

1

  Astronomical Time Switch; and,     for Standard (non-astronomical) Time Switch acceptance.

1. Insert:     for Outdoor Motion Sensor;      for Outdoor Lighting Shutoff Controls;    for Outdoor Photocontrol;     for

                                    

     

                OMS                            OLSC                             

                                    

               OP                           ATS        

STS

be provided to the owner of the building for their records.

before the building can receive final occupancy. A copy of the OLTG-2A for each different lighting luminaire control(s) must 

requirements of S 10-103(b) of Title 24 Part 6. The field inspector must receive the properly filled out and signed forms 

that certifies plans, specifications, installation certificates, and operating and maintenance information meet the

checked and/or filled and signed. In addition, a Certificate of Acceptance forms shall be submitted to the enforcement agency

The OLTG-2A form is not considered a complete form and is not to be accepted by the enforcement agency unless the boxes are

system with controls is installed in the building or space shall be certified as meeting the Acceptance Requirements.

Systems Acceptance. Before Occupancy Permit is granted for a newly constructed building or space or when ever new lighting

July 2010

Luminaire controlled.

section will allow the responsible party to budget for the scope of work appropriately. Forms can be grouped by type of

Nonresidential Reference Appendices Manual describes the test. Since this form will be a part of the plans, completion of this

certain type requires a tests, list the different lighting and the number of systems. The NA7 Section in the Appendix of the

shall be certified as meeting the Acceptance Requirements for Code Compliance. If all the lighting system or control of a

OLTG-2A. The designer is required to check the acceptance tests and list all control devices serving the building or space 

system,

This form is to be used by the designer and attached to the plans. Listed below  is the acceptance tests for the Lighting 

2008 Nonresidential Compliance Forms July 2010

Date:Project Name:

CERTIFICATE OF COMPLIANCE (Page 4 of 4)  OLTG-1C

Power Allowance

Lighting Wattage

Yes No

ALLOWED AND INSTALLED OUTDOOR LIGHTING POWER

COMPLIANCE FIXTURE/LIGHTING CONTROL SCHEDULE and FIELD INSPECTION CHECKLIST

A

B

C

D

E

F

G

H

(from OLTG-2C Page 1 of 3)

Lighting power allowance for general hardscape

(from OLTG-2C Page 1 of 3)

Specific application wattage allowance for ornamental lighting

(from OLTG-2C Page 2 of 3)

Specific application wattage allowance per application

(from OLTG-2C Page 2 of 3)

Specific application lighting wattage allowance per area

(from OLTG-2C Page 3 of 3)

Additional lighting power allowance for ordinance requirements

(from OLTG-2C Page 1 of 3)

Specific application lighting wattage allowance per unit length

Total Allowed Wattage = Sum of rows A through F:

(from OLTG-1C (Page 2 of 4)

Total installed Watts (from Luminaire Schedule,

NOTES:

installed Wattage in row H is less than or equal to the Total Installed Wattage in row G

to the lighting wattage power allowance taken from OLTG-2C  pages 1 through 3, complies if

Provided that the lighting wattage power allowance listed in rows A through F are identical 

EE0-3

LAS FLORES MAINTENANCE STATION

LAS FLORES MAINTENANCE STATION

1260

OLTG COMPLIANCE FORMS - 3 & 4 0F 4

9/25/128/30/127/20/126/28/12 9/27/12 12/3/12

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

No.

Exp.

R
E
G

ST
ER

ED
PROFESS ONAL

ENG
N
E
E
R

STATE OF CAL FORN
A

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

ee0_03.dgn

1
0
-

M
A

R
-
2
0
1
5

1
1
:
2
1

POST MILE

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILES

PLANS APPROVAL DATE

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

REGISTERED ELECTRICAL ENGINEER

     

ELEC

PROJECT NUMBER & PHASE

LOCATION

CODE

TAEMWW imperial   Rev. 3/12

THIS DRAWING ACCURATE FOR ELECTRICAL WORK ONLY

TOMMY F. LEE

18534

EA 07-1W5101

07120002961

Tommy F. Lee

Tommy F. Lee

Tommy F. Lee

Joseph Abdelsayed

Joseph Abdelsayed

Joseph Abdelsayed

WASHRACK

LAS FLORES MAINTENANCE STATION

for the accuracy or completeness of scanned copies of this plan sheet.

The State of California or its officers or agents shall not be responsible

07 LA 5718

11/17/14

12-31-16

12/12/14

12-12-142/20/15

2/20/15

UNIT: CONTRACT No.:3597 07-1W5104

5718

549

Photoelectric cell

PEC Photoelectric cell

PEU Canopy1

1

1Ts Timer Switch Canopy

Exterior Light

37 56

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

project site at all times.

approved plans shall be available on the

subject to field inspection.  One set of 

applicable regulations.  Final approval is 

approve any omission or deviation from

Approval of this plan does not authorize or

3-2-2015

ANDREW McSORLEY

CSFM:  01-19-11-0164-007

3-16-15



SITE PLAN

EP

Con
cret

e w
alk

 

 

 

 

 

L
A
S
 
 
 
 
 
 
 
 
F
L

O
R
E
S
 
 
 
 
 
 
 
 
 
 
 
C
R
E
E

K

HOUSE

(E) OIL

(E) FUEL ISLAND

SITE PLAN

S

S

S

S

P
V
C

PVC

A

EE1-1

M

PVCD

C

E F

(T)

P
V
C

P
V
C

B

G

G

H

I

H

1" = 20’

DESIGN ENGINEER

DESIGN SUPERVISOR

9/25/128/30/127/25/124/25/12 9/27/12

P
V
C

LAS F
LORES C

ANYON R
d

4.

 

3.

 

2.

 

1.

No. 3� PB

AND FLOAT SWITCHES

CLARIFIER TANK PUMP
(E) PANEL A

1�"C, 4#3, 1#8G

SLUDGE SENSOR

OIL SENSOR

SEPARATOR

OIL-SAND/WATER

CONTROL PANEL

CLARIFIER TANK PUMP 

PANEL W

CLARIFIER TANK

12/3/12

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

No.

Exp.

R
E
G

ST
ER

ED
PROFESS ONAL

ENG
N
E
E
R

STATE OF CAL FORN
A

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

ee1_01.dgn

1
0
-

M
A

R
-
2
0
1
5

1
1
:
2
1

POST MILE

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILES

PLANS APPROVAL DATE

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

REGISTERED ELECTRICAL ENGINEER

     

ELEC

PROJECT NUMBER & PHASE

LOCATION

CODE

TAEMWW imperial   Rev. 3/12

THIS DRAWING ACCURATE FOR ELECTRICAL WORK ONLY

TOMMY F. LEE

18534

EA 07-1W5101

07120002961

Tommy F. Lee

Tommy F. Lee

Tommy F. Lee

Joseph Abdelsayed

Joseph Abdelsayed

Joseph Abdelsayed

WASHRACK

LAS FLORES MAINTENANCE STATION

for the accuracy or completeness of scanned copies of this plan sheet.

The State of California or its officers or agents shall not be responsible

07 LA 5718

11/17/14

12-31-16

STAINLESS STEEL CHANNEL

NO SCALE

GRIP (TOTAL 6)

STEEL WIRE MESH CABLE

MEDIUM DUTY STAINLESS

FLOAT SWITCH CABLE

CABLE MOUNTING DETAIL

MOTOR CABLE)

FLOAT SWITCH AND

HOOK (Typ FOR EACH 

 �" GALVANIZED

CABLE

MOTOR POWER AND CONTROL 

STEEL BOLTS

SUMP WALL WITH  �" STAINLESS 

SECURE CHANNEL TO PUMP 

1

A

 

 

 

B

 

C

 

D

 

E

 

F

 

G

  

H

I

NOTES:

 

Existing Panel A is 240/120 V, 3-phase, 4 wire with 150-ampere Main Breaker.  

Replace existing 15-ampere, 3-pole circuit breaker in space A37-39-41 with 

60-ampere, 3-pole circuit breaker.  Salvage the existing circuit breaker.

 

1"C, Sludge sensor cable. 

 

1 1/2 "C, 2 Sludge sensor cables.

 

1"C, Oil sensor cable.

 

1 1/2 "C, 4#12 (Pumps power), 4#12 (Control conductors), and 1#12G.

 

1 1/2 "C, 4 float switch cables.

 

 

Install liquidtight cable grip connector on conduit.

For cable mounting installation, see detail 1 on this sheet.
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ACCESS Rd

(E) CREW BUILDING

BUILDING

(E) EQUIPMENT

WASHRACK

Install Arc Flash and Shock Hazard  warning sign.  See Detail 1 on sheet EE1-6.
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UNIT: CONTRACT No.:3597 07-1W5104

panel without splicing.

Provide float switch sensor cables from sensor units to the clarifier tank pump control 

 

Provide sensor cables from sensor units to the monitoring systems without splicing.

 

For locations of oil-sand/water separator and clarifier tank, See Sanitary sheets.

 

For exact location of Washrack , see Architectural sheets.
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INDUSTRIAL VACUUM

Bond steel structure to ground rod.

 

For continuation of conduit and conductors, see sheet EE1-1.

 

1�"C, 4 Float switch cables to clarifier tank.

 

to clarifier tank.  

1�"C, 4#12 (Pumps power), 4#12 (Control conductors) and 1#12G

 

Install duplex receptacle inside the NEMA 3R enclosure.

 

Stub up conduit adjacent and to suit industrial vacuum unit.

 

MH=3’-6"

30-ampere, 3-pole plus grounding pole, black with blue gasket), 

High pressure washer receptacle (Special purpose receptacle, 

 

on structural column at MH=3’-6".  Label the junction box as "OIL MONITORING SYSTEM".

Oil monitoring system must be mounted inside NEMA 3R enclosure which is mounted

 

1"C, Oil sensor cable.

 

MONITORING SYSTEM".

on structural column at MH=3’-6".  Label the junction box as " SLUDGE TANKS

Sludge tank monitoring system must mounted inside NEMA 3R enclosure which is mounted 

 

1�"C, 2 sludge sensor cables.

 

NOTES:

(GFCI)

(GFCI)

5718

1"C, 4#10, 2#12, 1#10G 

UNIT: CONTRACT No.:3597 07-1W5104

GROUND BAR

39 56

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

project site at all times.

approved plans shall be available on the

subject to field inspection.  One set of 

applicable regulations.  Final approval is 

approve any omission or deviation from

Approval of this plan does not authorize or

3-2-2015

ANDREW McSORLEY

For "CLARIFIER TANK PUMP CONTROL SCHEMATIC DIAGRAM", see sheet EE1-5.

 

GENERAL NOTE:

  

 

A.

CSFM:  01-19-11-0164-007
3-16-15



PLAN

�" = 1’-0"

S
a a

SS

PEU WP
TS
a

S
a a

SS

LIGHTING PLAN

A
FIXTURE MOUNTING DETAIL

PEU

S

TS
a

CANOPY LIGHTING WIRING DIAGRAM

A

a

A

A

A

A

EE1-3

NO SCALE

S

S

a
S

a
S

a
S

8/30/127/20/126/22/125/31/124/25/12 9/27/12

MH=18’-0"

(6) L1-1x82,

PANEL W

W12

SEDIMENT PIT

NEUTRALLINE

LOAD20/1

W12
N12

1�" x �"

FITTING PLATE,

ANGULAR

W BEAM

OF FIXTURE

CENTERLINE

Approx

FIXTURE FACING INSIDE CANOPY

3
0̂

12/3/12

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

No.

Exp.

R
E
G

ST
ER

ED
PROFESS ONAL

ENG
N
E
E
R

STATE OF CAL FORN
A

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

ee1_03.dgn

1
0
-

M
A

R
-
2
0
1
5

1
1
:
2
2

POST MILE

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILES

PLANS APPROVAL DATE

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

REGISTERED ELECTRICAL ENGINEER

     

ELEC

PROJECT NUMBER & PHASE

LOCATION

CODE

TAEMWW imperial   Rev. 3/12

THIS DRAWING ACCURATE FOR ELECTRICAL WORK ONLY

TOMMY F. LEE

18534

EA 07-1W5101

07120002961

Tommy F. Lee

Tommy F. Lee

Tommy F. Lee

Joseph Abdelsayed

Joseph Abdelsayed

Joseph Abdelsayed

WASHRACK

LAS FLORES MAINTENANCE STATION

for the accuracy or completeness of scanned copies of this plan sheet.

The State of California or its officers or agents shall not be responsible

07 LA 5718

11/17/14

12-31-16

12/12/14

12-12-14

UNIT: CONTRACT No.:3597 07-1W5104

5718

(2 REQUIRED PER FIXTURE)

9" MOUNTING CHANNEL

L3-1x39

S

(GFCI)

WP

MC

J

�"C, 4#12, 1#12G

(W8, 12)

MH = 6" ABOVE THE DOOR

L2-1x18

W12

40 56

For fixture installation, see Detail A on this sheet.

 

NOTE:

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

project site at all times.

approved plans shall be available on the

subject to field inspection.  One set of 

applicable regulations.  Final approval is 

approve any omission or deviation from

Approval of this plan does not authorize or

3-2-2015

ANDREW McSORLEY

CSFM:  01-19-11-0164-007
3-16-15



EE1-4

NO SCALE

INTERIOR DEADFRONT PANEL NOT SHOWN)

(CONTROL PANEL EXTERIOR DOOR AND HINGED

ELEVATION
A

HINGED INTERIOR DEADFRONT PANEL CLOSED)

(CONTROL PANEL EXTERIOR DOOR NOT SHOWN,

CLARIFIER TANK PUMP CONTROL PANEL

A

9/25/128/30/127/25/126/22/12 9/27/12

AL

METAL BARRIER WITH FULL ENCLOSURE DEPTH

CONDUCTOR ENTRY TO ISR1 THRU ISR3

LOCK NUTS AND NYLON BUSHING FOR

1�" INSULATED CHASE NIPPLE, WITH

CDPD2PD1PMB

CR1 CR2 CR3

S2S13

CR4 CR5

1 2

4 5
OL1 OL2

ST1 ST2

TDR

TB

ISR1 ISR2 ISR3

TS

HINGE THIS SIDE

EXTERIOR DOOR

NEUTRAL BAR

GROUND BAR

6
"

G

AL

PL2 PL3

A R

AR AT

PL1

Hand
Off

Auto Hand
Off

Auto

PL4 SS1 TM1 PL5 SS2 TM2

A A

PMB HANDLE

OVERHEAD RESET PUSHBUTTON
Typ

NAMEPLATE,

No.

ITEM

HEIGHT

LETTER
INSCRIPTION

NAMEPLATE SCHEDULE

No.

ITEM

HEIGHT

LETTER
INSCRIPTION

A

No.

ITEM

HEIGHT

LETTER
INSCRIPTION

30 �"

       WARNING:

MOTOR DISCONNECT DOES

NOT OPEN CONTROL CIRCUIT

WARNING NAMEPLATE SCHEDULE

BREAKER HANDLES

CUTOUT FOR CIRCUIT

12/3/12

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

No.

Exp.

R
E
G

ST
ER

ED
PROFESS ONAL

ENG
N
E
E
R

STATE OF CAL FORN
A

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

ee1_04.dgn

1
0
-

M
A

R
-
2
0
1
5

1
1
:
2
2

POST MILE

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILES

PLANS APPROVAL DATE

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

REGISTERED ELECTRICAL ENGINEER

     

ELEC

PROJECT NUMBER & PHASE

LOCATION

CODE

TAEMWW imperial   Rev. 3/12

THIS DRAWING ACCURATE FOR ELECTRICAL WORK ONLY

TOMMY F. LEE

18534

EA 07-1W5101

07120002961

Tommy F. Lee

Tommy F. Lee

Tommy F. Lee

Joseph Abdelsayed

Joseph Abdelsayed

Joseph Abdelsayed

WASHRACK

LAS FLORES MAINTENANCE STATION

for the accuracy or completeness of scanned copies of this plan sheet.

The State of California or its officers or agents shall not be responsible

07 LA 5718

11/17/14

12-31-16

12/12/14

12-12-14

5718

UNIT: CONTRACT No.:3597 07-1W5104

CONTROL PANEL

CLARIFIER TANK PUMP

PUMP No. 2

PUMP No. 1

HAND OFF AUTO

ALARM TEST

ALARM RESET

ALARMS

RESET PUMP No. 2

RESET PUMP No. 1

HIGH WATER

LOW WATER

CONTROL

PUMP No. 2

PUMP No. 1

�"

�"

�"

�"

�"

�"

�"

�"

�"

�"

�"

�"

�"

�"

29

28

27

26

25

24

23

22

21

20

19

18

17

16

6 7

8 9

10 11 12

OFF

ON

MAIN

ISR3

ISR2

ISR1

PUMP ALTERNATOR

TDR

ST2

ST1

CR5

CR4

CR3

CR2

CR1

15

14

13

12

11

10

9

8

7

6

5

4

3

2

1

�"

�"

�"

�"

�"

�"

�"

�"

�"

�"

�"

�"

�"

�"

�"

13
14

15

16 17 18

18

19 20 21 22

23

24 25

26 26

27 28

30

Install nameplate item 29 on exterior door.

 

NOTE:

41 56

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

project site at all times.

approved plans shall be available on the

subject to field inspection.  One set of 

applicable regulations.  Final approval is 

approve any omission or deviation from

Approval of this plan does not authorize or

3-2-2015

ANDREW McSORLEY

CSFM:  01-19-11-0164-007

3-16-15



EE1-5

A

A

M M

}}

*
19

*

AL

G

A

R

*

15

N

NB GB

PART PANEL  W

NB

N

G

N

GB

S2

OL2
ST2

2T1 2T21T1 1T2

S1

OL1
ST1

TM1 TM2

PL1

Power On

alarm

Low water

pump stop

Low water 

Low water

CR2

PL2

CR1

ISR1

2

N

4

5

8
6 7

AC Load

On Com Off

FS1

9

AR
CR1

TDR

AT

CR3

10 Alarm light

ISR2

AC Load

On Com Off

12 13

Start

CR1 CR5

Stop

14

TDR

CR5

run both pumps

High water alarm/

one pump

Start/Stop

CR4

11

16

ISR3

AC Load

On Com Off

17 18

PL3

High water

Pump No. 1

OL1S1

2120

CR2SS1

Off

Auto

22

CR5

CR4

CR5

24

Auto

Off

SS2 CR2

25 26 27

S2 OL2

Pump No. 2

Alternator

Pump 
23

Motor integral thermal protection

120 V AC L

On Off
Com

N

Load NO

Load

Neutral

relay holding

Connect for 

(LATCHING TYPE)

INTRINSICALLY SAFE RELAY

relay pick-up

Connect for 

S1
28 Pump #1 running

Pump #2 running29

set @ 30 seconds

delay 0-2 minutes

High water alarm 

S2

CR3

PL4

PL5

W11

FS2FS3

FS4

TS

TS

TS

CONTROL SCHEMATIC DIAGRAM

CLARIFIER TANK PUMP

8/30/127/25/126/22/12 9/27/12

20 A/1P

PMB

20 A/1P

1/3  hp

115 V,  Single phase,

Pump Motor No. 1

1/3  hp

115 V,  Single phase,

Pump Motor No. 2

15 A/1P

PD1

15 A/1P

PD2

15 A/1P

CD

12/3/12

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

No.

Exp.

R
E
G

ST
ER

ED
PROFESS ONAL

ENG
N
E
E
R

STATE OF CAL FORN
A

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

ee1_05.dgn

1
0
-

M
A

R
-
2
0
1
5

1
1
:
2
2

POST MILE

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILES

PLANS APPROVAL DATE

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

REGISTERED ELECTRICAL ENGINEER

     

ELEC

PROJECT NUMBER & PHASE

LOCATION

CODE

TAEMWW imperial   Rev. 3/12

TOMMY F. LEE

18534

EA 07-1W5101

07120002961

Tommy F. Lee

Tommy F. Lee

Tommy F. Lee

Joseph Abdelsayed

Joseph Abdelsayed

Joseph Abdelsayed

WASHRACK

LAS FLORES MAINTENANCE STATION

for the accuracy or completeness of scanned copies of this plan sheet.

The State of California or its officers or agents shall not be responsible

07 LA 5718

11/17/14

12-31-16

12/12/14

12-12-14

5718

UNIT: CONTRACT No.:3597 07-1W5104

P1 P2

Hand

Hand

42 56

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

project site at all times.

approved plans shall be available on the

subject to field inspection.  One set of 

applicable regulations.  Final approval is 

approve any omission or deviation from

Approval of this plan does not authorize or

3-2-2015

ANDREW McSORLEY

CSFM:  01-19-11-0164-007
3-16-15



EE1-6

PANEL SCHEDULE

9/25/128/30/127/26/126/28/124/11/12 9/27/12 12/3/12

DESCRIPTION
A C

Brk Ckt A C DESCRIPTION
CA

BrkCkt

A C

B
B B

B

PANEL W LOCATION:  WASHRACK                         

18

10

3

18

18

15

19

17

15

13

11

9

7

5

3

1 2

4

6

8

10

12

14

16

18

20

18

AMPERES AMPERES

TOTAL CONNECTED LOAD (AMPERES PER PHASE)

                               

                               

                               

    

20/1

    

    

    

20/1

    

30/3 30/3PORTABLE PRESSURE WASHER - EAST

20/1

OIL/SLUDGE CONTROL PANEL 20/1

LIGHTING

20/1

20/1

MAIN:  60 A MB FEEDER SIZE:  4#3, 1#8G

SPARE

VOLTS:  240/120 V, 3-PHASE, 4-WIRE     

SPACE

SPARE

PUMPS CONTROL PANEL 20/1

SPACE

-

-

SPACE SPACE

SPARE

-

10

-

AIR COMPRESSOR MOTOR

VACUUM MOTOR RECEPTACLES

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

No.

Exp.

R
E
G

ST
ER

ED
PROFESS ONAL

ENG
N
E
E
R

STATE OF CAL FORN
A

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

ee1_06.dgn

1
0
-

M
A

R
-
2
0
1
5

1
1
:
2
2

POST MILE

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILES

PLANS APPROVAL DATE

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

REGISTERED ELECTRICAL ENGINEER

     

ELEC

PROJECT NUMBER & PHASE

LOCATION

CODE

TAEMWW imperial   Rev. 3/12

THIS DRAWING ACCURATE FOR ELECTRICAL WORK ONLY

TOMMY F. LEE

18534

EA 07-1W5101

07120002961

Tommy F. Lee

Tommy F. Lee

Tommy F. Lee

Joseph Abdelsayed

Joseph Abdelsayed

Joseph Abdelsayed

WASHRACK

LAS FLORES MAINTENANCE STATION

for the accuracy or completeness of scanned copies of this plan sheet.

The State of California or its officers or agents shall not be responsible

07 LA 5718

11/17/14

12-31-16

12/12/14

12-12-14

5718

UNIT: CONTRACT No.:3597 07-1W5104

!

this equipment.

when working on 

and Tools Required 

Appropriate PPE

SHOCK HAZARD

ARC FLASH AND

WARNING

WARNING LABEL

material.

heat resistance and UL recognized

with high degree of chemical abrasion,

Warning label must be constructed

BACKGROUND

WHITE 

BLACK LETTERING, Typ

ORANGE BACKGROUND

1
NO SCALE

4

37

4.5

45.5

A

A

43 56

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

project site at all times.

approved plans shall be available on the

subject to field inspection.  One set of 

applicable regulations.  Final approval is 

approve any omission or deviation from

Approval of this plan does not authorize or

3-2-2015

ANDREW McSORLEY

"B" Phase has 208 Volts to ground".

Install warning sign on exterior door: "Caution: 

 

Note:

CSFM:  01-19-11-0164-007
3-16-15



X

SS-0

X

S

LEGEND 

ABBREVIATIONS

SS-5

7

 

GENERAL WORK NOTES

HF

PIPE FITTINGS AND VALVES

LC

0

D

RD

W

V

FM

L

NOTES, LEGEND & ABBREVIATIONS
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FENCE

SURFACE DRAINAGE
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RETURN DRAIN

VENT

WATER

FORCE MAIN
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EXISTING DRAIN LINE
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BENCHMARK ELEVATION
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EXISTING SPOT GRADE IN FEET
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SHEET NUMBER

DETAIL

99.00
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VALVE, PRESSURE REDUCING
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VALVE, GATE

VALVE, CHECK

VALVE, BALL

UNION, INSULATING
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PRESSURE GAUGE (WITH VALVE AND SNUBBER)
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WASHRACK
LAS FLORES MAINTENANCE STATION
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INSIDE DIAMETER

INVERT ELEVATION (IN FEET)

INCH

JUNCTION BOX

KILOWATT

POUND

LANDSCAPE IRRIGATION

LEFT

MAXIMUM

MOTORIZED BALL VALVE

MANHOLE

MINIMUM

NORTH

NORTHBOUND

NOT IN CONTRACT

NUMBER

ON CENTER

OUTSIDE DIAMETER

ORIGINAL GROUND

PITCH

PORTLAND CEMENT CONCRETE

PHASE

PRESSURE REDUCING VALVE

POLYVINYL CHLORIDE

RADIUS

REINFORCED CONCRETE PIPE

REQUIRED

REVOLUTIONS PER MINUTE

REDUCED PRESSURE BACKFLOW PREVENTER

RECYCLE PROCESS UNIT

RIGHT

RIGHT-OF-WAY

SLOPE

SOUTHBOUND

SCHEDULE

STORM DRAIN

SEWER PIPE

SQUARE

STAINLESS STEEL

STATION

STANDARD

TEMPORARY BENCH MARK

TOP OF CONCRETE

TOTAL

TYPICAL

VOLTS AC

VITRIFIED CLAY PIPE

WATER

WITHOUT

WATER PIPE

WELDED STEEL PIPE

ID

IE

IN

JB

kW

LB

LS

LT

Max

MBV

MH

Min

N

NB

NIC

NO

OC

OD

OG

P

PCC

PH

PRV

PVC

R

RCP

REQ

rpm

RPBP

RPU

RT

R/W

S

SB

SCH

SD

SP

SQ

SST

STA

STD

TBM

TOC

TOT

Typ

VAC

VCP

W

W/O

WP

WSP

AB

AC

APPROX

B

BLDG

C

C-C

CFS

CI

CL

CLR

CMP

CONC

COTF

COTG

CPLG

CW

D

DBH

DI

DIA

DP

E

(E)

EA

EL

EP

EQ

EXP

FOB

FF

FG

FL

FM

FMCO

FOC

FS

FT

FTR

GA

GAC

GFCI

GPM

GSP

GV

GS

H

HMA

HF

HMA

HP

HZAGGREGATE BASE

ASPHALT CONCRETE

APPROXIMATELY

BUNG

BUILDING

CONDUIT

CENTER TO CENTER

CUBIC FEET PER SECOND

CAST IRON

CHAIN LINK

CLEARANCE

CORRUGATED METAL PIPE

CONCRETE 

CLEANOUT TO FLOOR

CLEANOUT TO GRADE

COUPLING

COLD WATER PIPE

DRAIN

DIAMETER AT BREAST HEIGHT

DRAIN INLET

DIAMETER

DRAIN PIPE

ELECTRICAL

EXISTING

EACH

ELEVATION 

EDGE OF PAVEMENT

EQUAL

EXPANSION

FACE OF BUILDING

FINISH FLOOR

FINISH GRADE

FLOW LINE

FORCE MAIN

FORCE MAIN CLEAN OUT

FACE OF CONCRETE

FLOW SWITCH

FEET

FLUE THROUGH ROOF

GAUGE

GRANULAR ACTIVATED CARBON

GALLON

GROUND FAULT CIRCUIT INDICATOR

GALLONS PER MINUTE

GALVANIZED

GALVANIZED STEEL PIPE

GATE VALVE

GOVERNMENT SERVICE LINE

HEIGHT

HOT MELT ASPHALT

HOSE FAUCET

HOT MIX ASPHALT

HORSEPOWER

HERTZ

(100.00)

(E) GAS

(E) D

(E) W

(E) E

Gal

Galv

 Where 90 degree bends are shown, use two 45 degree bends

No 90 degree bends allowed on drain or sewer pipe.

 

 and utilities prior to start of construction.

Verify exact location of all underground facilities

 

before ordering or fabricating any materials.

Verify all controlling field dimensions and conditions
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WATER METER
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NOTE:
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         SEE
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     SEE

SLOPE VARIES,
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EXISTING GRADE 

WORKING POINT

PLAN RSP B11-47

REVISED STANDARD 

CABLE RAILING, SEE 

   

   elevations, site elevations and existing utilities.

1.  Field verify existing clarifier manhole cover

CONCRETE FILLED PIPE GUARD POST
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5647

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

project site at all times.

approved plans shall be available on the

subject to field inspection.  One set of 

applicable regulations.  Final approval is 

approve any omission or deviation from

Approval of this plan does not authorize or

CSFM:  01-19-11-0164-007

3-2-2015

ANDREW McSORLEY

3-16-15



X

 

 

B

B

PLAN

 

 

NO SCALE

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

. .

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

1

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

..

.

.

.

.

.

.

.

.

.

.

..

.

.

.

.

..

.

.

.

..

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

..

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

..

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

..

.

.

..

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

.

A A
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SS-4-1

ELECTRICAL WORK

SEE EE-SHEETS FOR

OIL DETECTING SYSTEM

CLARIFIER TANK

4" OUTLET TO

12"

FINISH GRADE

MATCH TO

T
y
p

8
"

Typ

8"

Typ

#4, Typ

BOX

SAMPLING

5
’
-
0
"

4
’
-
9
"

2
’
-
6
"
 

1"

2"

SANITARY TEE

4" SP OUTLET WITH

RISERS) EXCEPT TANK BOTTOM

BITUMINOUS COATING (INCLUDING

COAT ALL EXTERIOR SURFACES WITH 

NO SCALE

2,000 GALLON OIL-SAND/WATER SEPARATOR

SS-4-2

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF
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STATE OF CAL FORN
A
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ss_4_1.dgn
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PLANS APPROVAL DATE

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

DOES SD imperial   Rev. 1/07

     

UNIT

EA

PROJECT NUMBER & PHASE

LOCATION

 CODE

07 LA 5718

3616

Kosha Shah

Kosha Shah

Jerry Marcotte

Jerry Marcotte

REGISTERED CIVIL ENGINEER

for the accuracy or completeness of scanned copies of this plan sheet.

The State of California or its officers or agents shall not be responsible

Kosha Shah

6/29/12 8/1/12

C36844

CIVIL

9/28/12

J. Marcotte

Jerry Marcotte

12/07/12

DETAIL

B-

RISER WALL

3"

8
"

MANHOLE COVER

BOTTOM OF

END CAP

STAINLESS STEEL 

2" PVC PIPE

PIPE CLAMP

STAINLESS STEEL 

BACK PLATE

SST  STEEL 

SST FASTENER, Typ

06-30-16

12/08/14

12/08/14

IE 93.65

NO SCALE
C

 WASHRACK
LAS FLORES MAINTENANCE STATION

07120002961

COLLAR, Typ

CONCRETE

15’-11"
M
i
n

1
2
"

SEE

ELECTRICAL WORK

SEE EE-SHEETS FOR

SLUDGE SENSOR,

NOMINAL

SEE EE SHEETS

Min, Typ

  24"

1
2
"

1
2
"

(4 OZ/SQ YD)

FILTER FABRIC

CRUSHED STONE

PEA GRAVEL OR

SEPARATOR

SAND-OIL

TANK

CLARIFIER

CRUSHED STONE

PEA GRAVEL OR

C  

 

SAND OR PEA GRAVEL BED, SEE DETAIL

INSTALL TANK ON 4" COMPACTED 

AND COVER,  Typ

24" MANHOLE FRAME

AS REQUIRED, Typ

MANHOLE RISERS, HEIGHT

R
e
q
u
i
r
e

m
e
n
t
s

P
e
r
 

M
a
n
u
f
a
c
t
u
r
e
r
’
s

N
O

M
I

N
A

L

6
’
-
0
"

TANK INSTALLATION DETAILS

GENERAL NOTES:

5718

07-1W5101

WITH DUCT SEAL

ELECTRICAL SLEEVE, SEAL END 

INSTALL SST HOOK, Typ

SANITARY TEE,IE 94.15

4" SP INLET WITH

OIL-SAND/WATER SEPARATOR 

CHANNEL 

SST CONSTRUCTION

    proper installation of tanks.

    excavation. Relocate conduits as necessary for 

C   Verify underground conduits before commencing 

 

    water separator. 

B   Install oil absorbent pillows in the oil-sand/

 

    

A   Exact tank dimensions to be per manufacturer.

5648

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

project site at all times.

approved plans shall be available on the

subject to field inspection.  One set of 

applicable regulations.  Final approval is 

approve any omission or deviation from

Approval of this plan does not authorize or

CSFM:  01-19-11-0164-007

3-2-2015

ANDREW McSORLEY

3-16-15
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5,000 GALLON CLARIFIER TANK 

 

 

DIAMETER

TANK

(GALLONS)

NOMINAL CAPACITY

(Lbs)

NOMINAL WEIGHT

LENGTH

NOMINAL

ELEVATION

CRUSHED STONE

PEA GRAVEL OR

#4, Typ
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 MATERIAL
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THIS DRAWING ACCURATE FOR SEWER WORK ONLY
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MANUFACTURER, Typ

LOCATION & QUANTITY PER

ANCHOR STRAP,

.
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BAFFLE

NOTES:

 

 

PUMP VAULT

EQUIPMENT HP

1/3 115

VOLTS
SIZE

DISCHARGE

RATE

PUMPING

FOR VENTING

2" PVC PIPE

}

"LH" FLOAT SWITCH

HIGH LEVEL ALARM "ON" 

"LL" FLOAT SWITCH

LOW LEVEL ALARM "ON"

Typ

HEIGHT AS REQUIRED, 

30" MANHOLE RISER

6’ 5,000 2,000

PUMP

CLARIFIER TANK

SS-4-2

LEAD PUMP "OFF" 

4.8 GPM

DUPLEX PUMPS

FILTER CARTRIDGE

SLUDGE SENSOR DETAIL

NO SCALE

NO SCALE

NO SCALE

GENERAL NOTES:

NO SCALE

1.5"
9
"

SLUDGE SENSOR

SEE DETAIL  B

VENT PIPE

SEE ELECT SHEET

N

EYE BOLT

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.
DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

DIST. COUNTY
TOTAL

TOTAL PROJECT
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R
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A

CALIFORNIA
DEPARTMENT OF TRANSPORTATION

STATE OF

ss_4_2.dgn
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POST MILE
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ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILES

PLANS APPROVAL DATE

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

DOES SD imperial   Rev. 1/07

     

UNIT

EA

PROJECT NUMBER & PHASE

LOCATION

 CODE

07 LA 5718

3616

Kosha Shah

Kosha Shah

Jerry Marcotte

Jerry Marcotte

REGISTERED CIVIL ENGINEER

for the accuracy or completeness of scanned copies of this plan sheet.

The State of California or its officers or agents shall not be responsible

Kosha Shah

6/29/12 8/1/12

C36844

CIVIL

9/28/12

J. Marcotte

Jerry Marcotte

12/07/12

1
2
"

(4 OZ/SQ YD)

FILTER FABRIC

1
6
"

1
8
"

LEAD PUMP "ON" 
IE 93.33

SANITARY TEE,

4" SP INLET WITH

12.4

RISER WALL

3"

8
"

MANHOLE COVER

BOTTOM OF

2" PVC PIPE

SST FASTENER, Typ

EE1-1

-

06-30-16

12/08/14

12/08/14

 WASHRACK
LAS FLORES MAINTENANCE STATION

07120002961

24" MANWAY, Typ

CONNECTOR, Typ

24" RISER, Typ

5
"

4
"

2
"

TO MATCH EXISTING THICKNESS, Typ

HMA (TYPE A)  AND AB (CLASS 2)

VOLUME

SECOND COMPARTMENT

1850-GALLON Min

DEADMEN, Typ

STONE, SEE DETAIL 

PEA GRAVEL OR CRUSHED 

SS-4-1

C

1�" FORCE MAIN

WITH DUCT SEAL

ELECTRICAL SLEEVE, SEAL END 

30" MANHOLE FRAME & COVER, Typ

EE1-1

--

5718

07-1W5101

SEE EE SHEET

END CAP

SST 

PIPE CLAMP

SST

WITH DUCT SEAL

ELECTRICAL SLEEVE, SEAL END 

SS-5

2SEE       FOR CONTINUATION

  HEAD (FT)

TOTAL DYNAMIC

    conduits as necessary for proper installation of tanks.

    conduits before commencing excavation. Relocate

C   Verify location of underground

 

    hook the string to eyebolt at riser.

    to the outlet pipe. Attach string to pillows and

B   Insert oil-absorbing pillows inside tank next

 

    manufacturer for use with tank.

    deadmen to be approved by tank

A   Anchor straps,  connectors, and

CHANNEL 

SST CONSTRUCTION

BACK PLATE

SST STEEL 

INSTALL SST HOOK, Typ

5649
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CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

project site at all times.

approved plans shall be available on the

subject to field inspection.  One set of 

applicable regulations.  Final approval is 
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SS-5

 

A
COTG ACCESS BOX

  

ELEVATION

PLANPLAN

ELEVATION

CLEANOUT (AT BEND) CLEANOUT (STANDARD)

21
CLEANOUT TO GRADE

3

DETAILS

NO SCALE

11"

F
U

L
L
 
 

W
I

D
T

H

SEDIMENT

BASIN

LOWER GATE SLOWLY

AFTER WASHING

DRAIN SEDIMENT BASIN 72 HOURS

NO SCALE

8
"8
"

8"

Typ

13"

NO SCALE

8"

Typ

A A

4
"

4
"

1
2
"

NO SCALENO SCALE NO SCALE

14"

METAL SIGN

5

4

MIN

SAMPLING HOSE FAUCET
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DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED
SHEET

DIST. COUNTY
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

No.

Exp.

R
E
G

ST
ER

ED
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DEPARTMENT OF TRANSPORTATION

STATE OF

ss_5.dgn

1
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1
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1
1
:
0
5

POST MILE

0 1 2 3

ORIGINAL SCALE IN INCHES

FOR REDUCED PLANS

POST MILES

PLANS APPROVAL DATE

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

DOES SD imperial   Rev. 1/07

     

UNIT

EA

PROJECT NUMBER & PHASE

LOCATION

 CODE

07 LA 5718

3616

Kosha Shah

Kosha Shah

Jerry Marcotte

Jerry Marcotte

REGISTERED CIVIL ENGINEER

for the accuracy or completeness of scanned copies of this plan sheet.

The State of California or its officers or agents shall not be responsible

Kosha Shah

6/29/12 8/1/12

C36844

CIVIL

9/28/12

J. Marcotte

Jerry Marcotte

12/07/12

06-30-16

12/08/14

12/08/14

 WASHRACK
LAS FLORES MAINTENANCE STATION

07120002961

 
 
 
 

T
y
p

O
F
 

T
R

E
N

C
H
 

T
y
p

�
"
 

M
i
n

8
"
 

2
"
 
T
y
p

1
’
-
3
"

8"

4
"
 
T
y
p

CLEANOUT (FMCO)

FORCE MAIN 

Min

4" Min

6" Max

�" RADIUS, Typ

BORDER STRIPE

�" WIDE WIDTH

FINISH GRADE

12" 12"

5
’
-
1
0
"

M
a
x

CONCRETE COLLAR,     OR

FINISH GRADE

MATCH EXISTING OR

#4,    OR

FLEXIBLE PVC ACCESS CAP

SP, SAME SIZE AS CO

BACKFILL,  Typ

COMPACTED

RATED COVER

VALVE BOX AND TRAFFIC

 PAD

CONCRETE

FOR CONTINUATION SEE

45^ ELBOW, TOTAL 2

45^ WYE

FOR CONTINUATION SEE

FLOW

 45^ ELBOW

45^ WYE AND

FLOW

CONCRETE COLLAR,     OR

#4,    OR

FINISH GRADE

MATCH EXISTING OR

BACKFILL, Typ

COMPACTED

RATED COVER

VALVE BOX AND TRAFFIC

AB

TAPE

TRACER

BACKFILL

NATIVE

MANUAL TAMPER

COMPACT WITH

SAND BACKFILL,

COUPLINGS

FOR BELLS AND

PIPE, HAND SHAPE

TACK EDGES, Typ

FULL DEPTH SAWCUT, Typ

TO MATCH EXISTING THICKNESS

HMA (TYPE A) AND AB (CLASS 2) 

SIGN NOTES:

 

A 

 

 

B

  

 

 
C

AND CAP

FEMALE SLIP ADAPTER 

MALE THREADED AND 

90 DEGREE

ROCK

1"-1�" CRUSHED

1�" FM

BEND IN 

BOX

VALVE 

V
A

R
I
E

S
,
 
 
2
’
-
0
"
 

M
i
n

5718

07-1W5101

DRAIN/SEWER/WATER/VENT PIPE

13"

22�"

20"

3
’
 

M
i
n

12"

Attach sign to vent pipe on (E) column.

 

with protective film overlay.

Reflective Sheeting.  Sign must be finished 

Lettering and background must be Type II 

 

background.  

All letters must be bright white on brown 

3 CUBIC FEET Min
PEA GRAVEL, 

1�" FM PIPE

CONCRETE COLLAR

3 CUBIC FEET Min

PEA GRAVEL, 

5650

Reviewed by:
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APPROVED

Approval date:

project site at all times.

approved plans shall be available on the

subject to field inspection.  One set of 

applicable regulations.  Final approval is 

approve any omission or deviation from

Approval of this plan does not authorize or
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VEHICLE SPRAY BAR DETAIL

2
BALL VALVE INSTALLATION DETAIL

DETAILS
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DATE
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07 LA 5718

3616

Kosha Shah

Kosha Shah

Jerry Marcotte

Jerry Marcotte

REGISTERED CIVIL ENGINEER
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The State of California or its officers or agents shall not be responsible

Kosha Shah
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C36844

CIVIL

9/28/12

J. Marcotte

Jerry Marcotte

12/07/12

VEHICLE SPRAY BAR

NIPPLE DETAIL

3"

3" X 3" X �" SQUARE STEEL TUBE
SEE SPRAY NOZZLE DETAIL AT RIGHT

NO SCALE

NO SCALE

SQUARE STEEL TUBE

2" X 2" X �"

�" SPRAY NOZZLE

1
�

"

SPRAY NOZZLE DETAIL
NO SCALE

1

1

30" 30"

SPRAY NOZZLE

WITH �" NPS THREADS FOR

DRILL AND TAP STEEL TUBE

WELD WATER TIGHT

NIPPLE

WELD 

WATER  

TIGHT 

WATER SUPPLY

NIPPLE, SEE DETAIL BELOW

6’-6"

18" Typ

6"
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HEADED STUD BOLT, Typ

PLATE ON BOTH ENDS, Typ

WELD 3" X 3" X �" 

FINISH FLOOR
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SEE NOTE NO.2

1.

2.
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.

6"

PIPE SUPPORT

2" BALL VALVE

2"Ø GSP WP

TO VEHICLE SPRAY BAR

FROM WATER SUPPLY

ST1-6

5
.

NO SCALE

EXPANSION ANCHOR STUDS TO

EYEWASH

SINK

EYEWASH

BUBBLER

PLUGGED

1�" WASTE

ELBOW

SHOWER HEAD

SIGN
PULL HANDLE

1
 AND SHOWER DETAIL
EMERGENCY EYEWASH

--

A

EXISTING WATER PIPE

(NOT SHOWN), CONNECT TO 

1�" WITH BALL VALVE

BRACKET, SEE
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 SEE STRUCTURAL SHEET
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Min

LINE WITH UNION

MALE NPS THREADS.  JOIN TO 2" WATER

MUST BE THREADED ON ONE SIDE WITH 2"

DRILL HOLE FOR 2" STEEL NIPPLE.  NIPPLE

1�" Galv PIPE

�" x 3" HEADED STUD BOLT,
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FINISH GRADE
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EE1-2
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CONC ISLAND

A-1
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CONCRETE

-- --

SEE SHEETS

ST1-1 ST1-5

SHEETS

CONC ISLAND. SEE

--

A-1

-- --

ST1-1 ST1-5

SST POST

 SHEET

SEE ELECTRICAL

GFCI JUNCTION BOX

WATERPROOF ELECTRICAL

WASHRACK & SEDIMENT PIT

OUTSIDE SLOPE FOR

EARTH

COMPACTED

(E) AC

with washers, Paint color to match (E) equipment BLDG.

9"x9"x1/4" steel plate. Secure with 4-3/8" x 3" bolts 
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WATER METER 

WATER METER

WATER METER

WATER SUPPLY FROM

AT EQUAL DISTANCE, Typ

STAINLESS STEEL CLAMPS

FABRICATION NOTES, Typ:

1’-9" X 2’-2" X �" steel plate.

Typ

�"O WATER HOSE   / 1�"O WATER HOSE   /

GRADE

MATCH EXISTING

�" WP

FG 100.12

AC EXISTING GRADE

TO MATCH (E) THICKNESS

HMA (TYPE A) OVER AB (CLASS 2)
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"
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Typ4�"

3
"

WELDED TO FABRICATED FRAME 

WITH HANDLE (SEE NOTES)

2

SIDE VIEW PLAN VIEWOUTLET BOX
1

(Typ) FOR FIRST AND SECOND SCREENS

DRAIN SCREEN FILTER 

STEEL METAL GRATE,

�" ROUND STEEL ROD

STEEL EXPANDED METAL

1
2
"

FRONT VIEW

THIRD SLOT 
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-
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SIDE VIEW
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"
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9�"11"
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-
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"

2
"
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-
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"
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’
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"

2.  For Second Slot, Style �" #13 Expanded Metal, size of openings to be:  

1.  For First Slot, Style 1�" #13 Expanded Metal, size of openings to be:  

32"

SCALE:  1" = 1’-0"

SCALE:  1" = 1’-0"

FOR CLARITY

GRATE NOT SHOWN

WEIR GATE

DOWNWARD OPENING

DRAIN SCREENS,  SEE

(2) STEEL FRAMES FOR

BEFORE INSTALLING

GRATE, VERIFY DIMENSIONS

RATED FIBERGLASS

COMPLIANT TRAFFIC

3’-7" Max X 1’-9" Max ADA

06-30-16

12/08/14

12/08/1412/07/12

SEE SHEET ST1-6

OUTLET BOX DETAILS

ST1-6

FIRST SLOT & SECOND SLOT 

NOTE:

HANDLES 36" LONG TO BE PROVIDED

2 (Total) CHERNE COVER HOOKS WITH 90^

       DETAIL
SCREEN FABRICATION

OPENINGS (A)

SIZE OF 

OPENINGS (B) 

SIZE OF

NO SCALE

NOTE:

60^

4"

3
"

6
"
 

3"
 

(FOR DRAINAGE)

�" DRILLED HOLES

4
"

3
"

3
"

11�"

17�"

17�"

11�"

PLAN VIEW
SIDE VIEW

ISOMETRIC VIEWFRONT VIEW

STEEL BAR
�" X 2" 

A

1.

2.

2.   adjust size for �" clearance each side if needed.

4. Check dimension on screen bracket openings before fabricating screens,
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CHITOSAN FLOCCULANT TRAY

T-304, 16GA

MATERIAL: STAINLESS STEEL,
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T-304, 16GA

MATERIAL: STAINLESS STEEL,

1
"
 
C

L
R

NOTES:

1’-10�" 

SEE DETAIL "A"

32" x 32" GATE

FRAME

BOLT, Typ
ANCHOR

TOTAL 2

2"Ø EYE BOLT, 

3"Typ

3"Typ

BEND IN PLACE ALL ANGLES.

DEBURR ALL EDGES AFTER FABRICATION.

PLACE CHITOSAN-FILLED SOCK INTO TRAY.

3. See Screen Fabrication Detail.

   (A) = 2�" X (B) = 1�".

   (A) = 1�" X (B) = �". 

WEIR GATE

IE 95.5

100.12 FG

ANCHOR, Typ

�" O Galv EXP 

HANDLES ARE TO CLEAR SCREENS.

SST HANDLE (2) PER BOARD (8 Total) 

REDWOOD BOARDS (CUT TO FIT)

2" X 6" CLEAR HEART STRUCTURAL
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DISTRIBUTION BOX, 
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DISTRIBUTION BOX DETAIL

UNION,  Typ

1�" FM,  Typ

 45^ ELBOW,  Typ

 90^ ELBOW,  Typ

Configuration of automatic multizone valve may vary by manufacturer.

NOTE:  

DISTRIBUTION BOX

BE RAKED LEVEL

TRENCH FLOOR MUST

VALVE BOX AND COVER
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Min

Extend geogrid fabric 5’ Min past excavation for chambers

COUPLING, Typ

1�" FM, Typ

       and 1 capped outlet for future use.

       Distribution valve in leachfield will have 5 active outlets 

       Distribution valve in leachfield will have 6 outlet zones

�" ORIFICE SIZE AT 4’ OF SPACING

1�" PERFORATED FORCE MAIN WITH

MATCH EXISTING PAVEMENT SECTION IF GREATER

HMA PAVEMENT, 3" HMA (TYPE A) ON 6" AB (CLASS 2) Min.
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2

NO  SCALE

SANITARY

TRAILER

DISPOSAL

SANITARY STATION SIGN

SANITARY HATCH COVER 

.

.

.

.

.

.

.

.

.

2
’-

0
"

W/CALTRANS MODIFICATIONS

PREMANUFACTURED WATER TOWER

VALVE WITH ROUND HANDLE

�"  FIPT X FIPT BALL 

VACUUM BREAKER

WATER NOZZLE

MODIFY WATER TOWER BASE,  SEE

SANITARY HATCH COVER DETAIL, SEE

MATCH FINISHED GRADE

4" FREE DRAINING GRANULAR MATERIAL

CRUSHED STONE

PEA GRAVEL OR 

 �" GSP

 2" GSP

CONNECTION LOCATION,  SEE

FOR WATER PIPE

11" Min ID

METER BOX

BOTH WAYS

#5 REBAR @ 1’ OC

TEE AND PLUG

1. P-trap  depicted for fittings only,

  see site plan for direction of sewer piping

2. Add heat tape if installed in area prone

  to freezing. 

NOTE OF WORK:

NO SCALE

NOTES:

 

 

 

 

 

 

 

FOOT OPERATED COVER

4" FLUSH MOUNT, SELF CLOSING,

LIP IS FLUSH FOR WASH

CAST COVER IN SLAB SO

4"

NOTE OF WORK: 

Provide for full opening of flush mount 

sanitary hatch cover @ concrete pour.

NO SCALE

  �" GSP ELBOW FITTING
  �" GSP

(TOTAL 4)

ANCHOR BOLT, Typ

STAINLESS STEEL

�" X 6" Min

  �" GSP

BASE

PCC

TEE AND PLUG

STEEL DRAWUP BOLTS

MODIFY BASE FOR 4 STAINLESS 

  �" GSP

UNION

S
=

2
%

S
=
2

%

S
=

2
%

S
=
2

%

4" SEWER PIPE

SEE

FOR CONTINUATION, 

  �" PVC

NO SCALE
NO SCALE

COLOR 38903

(ENTIRE WATER TOWER)

OVER PRIMER COAT 

HIGH SOLID EPOXY ENAMEL 

SP BUSHING

6" X 4" REDUCER 

-

SS-2

-

2

-

B

1

A

-

1

1

-

�" Typ

1�" Typ

12"

5
’
 
-
 
6
"

5
5
"

2
’
-
0
"

4" Typ

8" Typ

6
"

1
’
-
0
"

Typ
2"

2"

1
’
-
6
"

1’-0"

SQUARE
2’ PCC

6
"

4’-0"

2
’
-
0
"

4
’
-
0
"

2’-0"1’-0"

2
"

VENT CONNECTION, 6" X 6" X 3" SP TAPPED TEE

  6" "P" TRAP, SP, Typ LONG SWEEP ELBOWS

SS-7

3

SS-11

3

1

2

3

06-30-16

12/08/14

12/08/14

BORDER STRIPE

�" WIDE WHITE

1
’
-
2
"

WASH DRAIN APRON AND SUMP

DRAIN HOLDING TANK

PLACE HOSE IN DRAIN OPENING

 WASHRACK
LAS FLORES MAINTENANCE STATION

07120002961

PLAN

SANITARY STATION DUMP WATER TOWER BASE (MODIFY)

SS-2

STATION SIGN SEE

VENT PIPE AND SANITARY 

   1" PVC

BALL VALVE

 1" TRUE UNION

AND FITTINGS, Typ

 1" GSP PIPE 

UNDISTURBED OR COMPACTED EARTH PER PLAN 

5718

RISER, SEE 

2" GSP 

4" DIA NPT

07-1W5101

9’ LONG (APPROX REACH 15’)

FLEXIBLE HOSE �"  ID -2 BRAID 

5656

FIPT X SLIP ADAPTOR
4" Dia SCH 80 PVC

PITCH SPRING, 6" Dia

EXTRA HEAVY CLOSED  

  6" X 4" Dia REDUCER SP BUSHING

11" Min ID

METER BOX

SEE SECTION "A"

4" Dia SEWER PIPE, FOR CONTINUATION, 

RV Sanitary Station.

Attach to nearest column facing 

 

mounting plate and fastening hardware.

with baked enamel finish and galvanized steel

Signs must be galvanized sheet steel 16 gauge,

 

WASTE ONLY"  must be red.  

background except the word "RV SANITARY

All letters must be bright white on brown 

�" RADIUS, Typ

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

APPROVED

Approval date:

project site at all times.

approved plans shall be available on the

subject to field inspection.  One set of 

applicable regulations.  Final approval is 

approve any omission or deviation from

Approval of this plan does not authorize or

CSFM:  01-19-11-0164-007

3-2-2015

ANDREW McSORLEY

3-16-15
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